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CHAPTER 40 INSTALLATION AND MAINTENANCE OF GAS-FUELED WATER AND SPACE 
HEATERS IN ALL PORTIONS OF DWELLINGS USED OR OCCUPIED FOR LIVING 

PURPOSES 
 

Subchapter 
 A      Scope 
 B      Departmental Procedure 
 C      Where Heaters May be Used 
 D      Installation of Gas-Fueled Heaters 
 
Subchapter D Installation of Gas-Fueled Heaters 
§40-34 Capacity of Water Heaters. Gas-fueled water heaters shall be automatic storage types having a capacity of not less than 
twenty gallons and shall, in any event, be adequate to provide a supply of hot water as defined in §27-2031 and §27-2034 of the 
Housing Maintenance Code, and §131.042 of the Health Code. 
 


