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13A0101CO Striano Electric
246 Park Avenue

Garden City NY 11040

Requested approval for the electric service equipment 
proposed to be installed 20-40 7th Avenue

New York NY

On Hold $0.00

Carry over from 4/17/13 meeting.  1) Physicals of service equipment and distribution do not match 1 line layout, and bus sizes. 2) Distribution panels fed from ATS' not properly formatted. 3) 
Verify fire pump or sprinkler booster pump where is it located and verify feeder and service switch sizing. 4) Neutral to be installed in fire pump service switch and bond and ground switch.  5) 
ATS ratings don’t coordinate with OCPD for normal and emergency.  6) Change breaker adequate interrupting rating per short  circuit study.

13A0130CO E-J Electric Installation Co.
46-41 Vernon Blvd.

Long Island City NY 11101

Requested approval for the electric service equipment 
proposed to be installed 350 Marconi Street

Bronx NY

On HoldPublic Safety Answering Ctr II $0.00

Carry over from April 17, 2013 meeeting.  1) Raceway type not identified.  2) Short circuit study to be provided and stamped by a PE.  3) Short circuit studies shows fails and unknowns must be 
corrected.

52141 13A0164CO Rigid Electric Inc.
336 37th Street

Brooklyn NY 11232

Requested approval for the electric service equipment 
proposed to be installed 433 1st Avenue

New York NY

ApprovedNYU College of Nursing, etc $0.00

Carry over from May 8, 2013 meeting.   1) Verify feeder has neutral to fire pump.  2) Short circuit study show 142,000/different on both drawings.  3) Verify stacking of transformers from 
manufacturer.  1/27/14 job finalized.   5/26/16 Swapped drawings   FP40-1-Revisin 6 and AB50-1-Revision 5.

51788 13A0319 Adco Electrical Corporation
201 Edward Curry Avenue

Staten Island NY 10314

Requested approval for the electric service equipment 
proposed to be installed 430 East 29th Street

New York NY

ApprovedAlexandria Science Center $650.00

51890 13A0323 CSA Engineering Services, LLC
15 Trowbridge Drive

Bethel CT 06801

Requested approval for the electric service equipment 
proposed to be installed 700 Columbus Avenue

New York NY

Approved $650.00

Equipment grounding conductors undersized.   9/19/13 job finalized.
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51857 13A0324 Big Ant Electric, Inc.
405 Lexington Avenue, 26th Fl
New York NY 10174

Requested approval for the electric service equipment 
proposed to be installed 1 Fordham Plaza

Bronx NY

Approved $650.00

1) Neutral bar not bonded to enclosure at new 800A s.s. #6.   2) Length of tap conductors not shown on drawing.  3) Tap conductors undersize.  9/10/13 job finalized.

51855 13A0325CO Dynamic Electric Systems, Inc.
121 Greenpoint Avenue

Brooklyn NY 11222

Requested approval for the electric service equipment 
proposed to be installed 8000 Utopia Parkway

Queens NY

ApprovedSt. John's University $0.00

Carry over from July 17, 2013 meeting.   1) Verify load side conductors on 1600 amp disconnect switch.  2) Load side of transformer and disconnect switches are bonding and grounding the 
neutrals to Saint John's hall.  3) Neutral bonded in Saint Albert hall switchboard #2.  4) #3 not addressed in recommendations correction and provide update A1C study.  5) #9 on cover letter to 
reflexed in the study.  9/9/13 job finalized.  8/22/14 Swapped 1,2,3 and 4, Revision 2

51840 13A0327 A.S.R. Electrical Contracting, Inc.
177-04 93rd Avenue

Jamaica NY 11433

Requested approval for the electric service equipment 
proposed to be installed 1027 Flatbush Avenue

Brooklyn NY

ApprovedKings Theatre $650.00

Grounding electrode not shown on drawing at fire pump and fire alarm service switch.   4/19/16 Swapped drawing C-Revision 4.

51789 13A0328 Forest Electric Corp.
Two Pennsylvania Plaza, 4th Floor

New York NY 10121

Requested approval for the electric service equipment 
proposed to be installed 111 8th Avenue

New York NY

Approved $650.00

51997 13A0329 AMA Consulting Engineers, P.C.
250 West 39th Street

New York NY 10018

Requested approval for the electric service equipment 
proposed to be installed 28 West 23rd Street

New York NY

ApprovedColliers International $650.00

1) Where does corridor lead to, 1000 KVA room to be fire rated and ventilated?  2) Verify coordination of different type fuses in switchboard 4A.  3) Show front of 1200 amp service switch.  
10/29/13 job finalized.  7/20/15 Swapped drawing B, Revision 2.
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51790 13A0330 AMA Consulting Engineers, P.C.
250 West 39th Street

New York NY 10018

Requested approval for the electric service equipment 
proposed to be installed 40 West 23rd Street

New York NY

ApprovedColliers International $650.00

51791 13A0331 Corporate Electric Group, Inc.
112-09 14th Avenue

College Point NY 11356

Requested approval for the electric service equipment 
proposed to be installed 501 10th Avenue

New York NY

Approved $650.00

13A0332 Howard L. Zimmerman Architects PC
11 West 30th Street, 3rd Fl

New York NY 10001

Requested approval for the electric service equipment 
proposed to be installed 88 Greenwich Street

New York NY

Denied $650.00

1) Drawings to be submitted by a PE or a NYC licensed electrician.  2) Drawings not in Electrical Advisory Board format.

51792 13A0334 J.J. Rosenberg Electrical Contractors, Inc.
27 Herkimer Place

Brooklyn NY 11216

Requested approval for the electric service equipment 
proposed to be installed 7 Lincoln Square

New York NY

ApprovedABC-TV $650.00

10/30/15-Swapped drawing A, Revision 2.

51793 13A0335 Adco Electrical Corporation
201 Edward Curry Avenue

Staten Island NY 10314

Requested approval for the electric service equipment 
proposed to be installed 140 Meisner Avenue

Staten Island NY

ApprovedEger Nursing Home $650.00
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51794 13A0336 Commercial Electrical Contractors, Inc.
10-28 47th Avenue

Long Island City NY 11101

Requested approval for the electric service equipment 
proposed to be installed 441 Ninth Avenue

New York NY

ApprovedEmblem Health $650.00

7/29/16 Swapped Drawing A-Revision and Drawing B-Revision 2.

51795 13A0338 Dooley Electric Co., Inc.
45-54 37th Street

Long Island City NY 11101

Requested approval for the electric service equipment 
proposed to be installed 975 Park Avenue, Suite 1B

New York NY

ApprovedDr. Pruzansky $650.00

51829 13A0340 Livingston Electrical Assoc., Inc.
162-20 77th Road

Flushing NY 11366

Requested approval for the electric service equipment 
proposed to be installed 40 Riverside Blvd.

New York NY

ApprovedRiverside South, Building K1 $650.00

1) Verify new incoming service conductors is utility conductors(If not, they are under size).  2) Grounded conductor at line side of fire pump service switch #5 under size Article 250.24(c )(1).  
8/20/13 job finalized.  4/17/14 Swapped A-Rev 1, B and D Rev 3, C-Rev 2.

13A0341 Anthony G. Ferry Inc.
1916 Park Avenue

New NY 10037

Requested approval for the electric service equipment 
proposed to be installed 174-180 Nassau Street

Brooklyn NY

Rejected $650.00

1) Verify that the utility is supplying the service, with 2 sets of 500MCM, Con Ed rule?  2) Show conductor sizes and sets between HDB panel.  3) Neutral in fire alarm and fire pump service 
switches to be bonded and grounded. 9/24/13 job finalized.   5/4/15 Drawing to be resubmitted.   1) There are changes to the 1 Line that are not indicated on the drawing.  2) 1000 amp trip shown 
in fused switch.   8/26/15  See 5/4/15 comment.

51895 13A0342 Pinnacle Electric
130-45 91st Avenue

Richmond Hill NY 11418

Requested approval for the electric service equipment 
proposed to be installed 30 Richman Plaza

Bronx NY

Approved $650.00

1) Verify service switchboard have rear doors.  2) Verify that room has two doors that swing out.  3) Correct notes to indicate correct service voltage.  8/23/13 No. 3 not addressed.  9/23/13  job 
finalized
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51879 13A0343 Pinnacle Electric
130-45 91st Avenue

Richmond Hill NY 11418

Requested approval for the electric service equipment 
proposed to be installed 40 Richman Plaza

Bronx NY

Approved $650.00

1) Fire pump service entrance and circuit conductor equipment grounding wire undersized.  2) Fire pump service switch grounding electrode wire size not provided.  3) Verify service switchboard 
equipment with rear doors,.  4)Mechanical ventilation not provide for service room.  5) Correct notes to reflect correct service voltage and AIC.  6) Maintain 36" around equipment.  9/13/13 job 
finalized.

52081 13A0344 Inter-Connection Electric, Inc.
6821 8th Avenue Brooklyn

Brooklyn NY 11220

Requested approval for the electric service equipment 
proposed to be installed 2501 Amsterdam Avenue

New York NY

ApprovedYeshiva Univesity-Rubin Hall $650.00

1) Fire pump conductors to be fire rated.  2)  Show bus size in 600 amp panelboard.  3) Verify that there are 3 sets of service entrance conductors.  1/13/14  job finalized,.

51943 13A0345 Solar Energy Systems
1205 Manhattan Avenue, Suite 1-2-10

Brooklyn NY 11222

Requested approval for the electric service equipment 
proposed to be installed 29-01 Borden Avenue

Queens NY

Approved $650.00

1) Submittal refers to another submittal number all new work to be bubbled on drawings.  2) Existing room electric equipment layout to match previously approved EAB job.  3) Clearance behind 
INV-1 either block or provide adequate clearance.  4) PV system must comply w/1000KVA room requirements.  10/18/13 job finalized.   4/15/14 Rejected   1) Drawings to be in larger scale as 
first submitted.  2) Which listed switchboard shop will be performing the bus work in the switchboard?  12/9/14  1) Not clear on the number of conductors and the numbers of conduits load side 
of pnl to transformer.  2) Trans sec bonded and main switch bonded.  3) Cut sheet not provided by electric switchboard.  12/9/14  1) Not clear on # of sets conductors and # if conduits load side of 
PV PNL to trans.   2)  Trans sec bonded and main switch bonded.  3) Cut sheet not provided by electrical switchboard.     2/26/15  Swapped drawings 1,2, and 3 Revision 2s.

53347 13A0347 Lens Electric
2802 Avenue Y

Brooklyn NY 11233

Requested approval for the electric service equipment 
proposed to be installed 79-17 Albion Avenue

Queens NY

Approved $650.00

1) Service room to be mechanically ventilated.  2) Show clearance under-ceiling mounted transformers.  3) Provide size of main bonding jumper.  4) Show supplemental ground terminal.  5) Fire 
alarm service switch to be bonded and grounded.  6) Type of fire rated conductor not shown and can not be installed in conduit, must be a listed system as per UL 25A.  7) Equipment grounding 
conductors undersized.  8) Type of ATS not shown 3 or 4 pole.   1/8/15 Rejected.  1) clearance in front of service switches to be 5 feet.  2) Provide letter from transformer manufacturer that the 
transformer can be stack installed and show all clearances of transformers T2 and T4.  3) Item #2 not addressed.  4) Item #3 not addressed.  7/14/15   Rejected  Provide size of main bonding 
jumper in service switchboard.  12/1/15  Job finalized.  Disclaimer:  Advisory Board approval is limited to materials received and reviewed by the Board.  Contact Con-Edison regarding Blue 
Book requirements.
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13A0348 Bay Electric Inc.
876 Jamaica Avenue

Brooklyn NY 11208

Requested approval for the electric service equipment 
proposed to be installed 1300 Morris Park Avenue

Bronx NY

PendingAlbert Einstein College of Med $650.00

1) Verify bus size to 1200 amp disconnect switch.  2) Verify occupancy I-2( Hospital) requires 2nd level GF1 on new switch-B occupancy not required.

51901 13A0351 Dal Electrical Corporation
5910 11th Avenue

Brooklyn NY 11219

Requested approval for the electric service equipment 
proposed to be installed 214 3rd Street

Brooklyn NY

ApprovedWhole Foods $650.00

1) Co-gen control conductors not shown.  2) Show device ratings on generators,  will dictate EGC sizes, and conductor sizes.  3) Symbols reversed on transformers Delta Y.  9/24/13 job finalized.

13A0352 Delco Electrical Corp.
766 Fifth Avenue

Brooklyn NY 11232

Requested approval for the electric service equipment 
proposed to be installed 57-17 Shore Front Parkway

Queens NY

Rejected $650.00

1) Equipment grounding conductors shown at loadside of 4000A switch Bldg #1 undersize.  2) Service rooms must be mechanically ventilated Bldg. #1.  3) Fire pump 15KV switch to be fused 
and remote from other service switches, and cannot be tapped from fused main switch in Buildings #1 and 2.  See item #4.  4) Main switch for Buildings 1 and 2 to have overcurrent protective 
devices.  5) Show non metallic conduits as per the special permission approval.  6) If typica,l show elevation drawing for transformer pad with 8' fencing conformance with Table 110.34(A), 
110.31 and Amendment 110.31.  If not typical, show all. 5/14/14  Rejected  1) Item #5 not addressed.  2) Provide manufacturers cut sheet and physical drawing of 5KV switch that feeds the fire 
pump switch. 3/24/15 Job finalized.  Disclaimer:  Advisory Board approval is limited to materials received and reviewed by the Board.  Contact Con-Edison regarding Blue Book requirements.  
12/1/15 Rejected   All revised drawings are not numbered correctly.  Drawing 1 should be Rev 2, Drawing 3 should be Rev 3, Drawing 6 should be Rev 2.

51796 13A0353 S.J. Electric, Inc.
601 Union Street

Brooklyn NY 11215

Requested approval for the electric service equipment 
proposed to be installed 200 North End Avenue

New York NY

ApprovedBattery Park City, Site24` $650.00

51797 13A0355 Horsepower Electric
821 McDonald Avenue

Brooklyn NY 11218

Requested approval for the electric service equipment 
proposed to be installed 36 Bleecker Street

New York NY

Approved $650.00

4/17/14 Swapped Rev 4.
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51798 13A0356 Horsepower Electric
821 McDonald Avenue

Brooklyn NY 11218

Requested approval for the electric service equipment 
proposed to be installed 1501 Pitkin Avenue

Brooklyn NY

Approved $650.00

13A0357 Horsepower Electric
821 McDonald Avenue

Brooklyn NY 11218

Requested approval for the electric service equipment 
proposed to be installed 440 Gold Street

New York NY

Pending $650.00

Verify room is provided w/mech. vent.

51799 13A0358 Atlas-Acon Electric Service Corp.
283 Hudson Street

New York NY 10013

Requested approval for the electric service equipment 
proposed to be installed 350 Hudson Street

New York NY

ApprovedTrinity Real Estate $650.00

51800 13A0359 Seong Jin Electric Inc.
37-12 58th Street

Woodside NY 11377

Requested approval for the electric service equipment 
proposed to be installed 130-30 31st Avenue

Queens NY

Approved $650.00

51801 13A0362 AKF
330 West 42nd Street, 14th Floor

New York NY 10036

Requested approval for the electric service equipment 
proposed to be installed 201 East 66th Street

New York NY

Approved $650.00
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51951 13A0363 Top Shelf Electric Corporation
463 Wild Avenue

Staten Island NY 10314

Requested approval for the electric service equipment 
proposed to be installed 140 Friendship Lane

Staten Island NY

ApprovedSeaview Assisted Living Center $650.00

1) Fire pump service entrance ungrounded and grounded conductor undersize.  2) Fire pump emergency circuit conductors and overcurrent device undersize.   3) Fire pump equipment grounding 
conductor #10 undersize.   4) Overcurrent disconnect means not provided for fire alarm at generator and utility service.  5) Fire alarm circuit conductors #10 overfused(200 amps). 6) Service 
entrance conductors at 2000 amps service switch undersize.  7) GFP not provided at 2000 amps service switch.  8) MEP panel not rated for 450/277 voltage.  9) Feeder equipment grounding wire 
not provided in 4" PVC.  10) Where fire pump service switch locate?  10/22/13 job finalized

51872 13A0364 vatore Campisi & Sons Lic. Elect Contrs, I
18-31 Decatur Street

Ridgewood NY 11385

Requested approval for the electric service equipment 
proposed to be installed 4770 White Plains Road

Bronx NY

Approved $650.00

1) Verify 3' clearance in front of CT and end box or provide utility permission to leave as is.  2) Main bonding jumper undersized.  9/17/13 job finalized.

51802 13A0369 Solar Energy Systems
1205 Manhattan Avenue, Suite 1-2-10

Brooklyn NY 11222

Requested approval for the electric service equipment 
proposed to be installed 355 Food Center Drive

Bronx NY

ApprovedHunts Point Cooperative Market $650.00

51828 13A0370 Right Away Electric, LLC
56-15 Andrews Avenue

Maspeth NY 11378

Requested approval for the electric service equipment 
proposed to be installed 25 West 39th Street

New York NY

Approved $650.00

Verify that emergency feeder for fire pump is fire rated.  8/19/13 job finalized.  6/20/14 Swapped Revision 3.

51803 13A0371 Control Electrical Contracting Corp.
85 Tompkins Street

Staten Island NY 10304

Requested approval for the electric service equipment 
proposed to be installed 55 West 25th Street

New York NY

Approved $650.00
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51886 13A0372 Polo Electric Corp.
497 Canal Street

New York NY

Requested approval for the electric service equipment 
proposed to be installed 501 Madison Avenue

New York NY

Approved $650.00

Verify 1600A service switch provide with rear door.  9/19/13 job finalized.

51804 13A0373 Fred Geller Electrical, Inc.
37-32 55th Street

Woodside NY 11377

Requested approval for the electric service equipment 
proposed to be installed 430 East 29th Street

New York NY

ApprovedAlexandria Center, 14F, 15F $650.00

51950 13A0374 Contact Electric Corp.
1064 60th Street

Brooklyn NY 11219

Requested approval for the electric service equipment 
proposed to be installed 145 East 47th Street

New York NY

Approved $650.00

1) Fire pump emergency circuit overcurrent device undersized.  2) Emergency generator not wired as an separately derived system and the fire alarm emergency overcurrent disconnecting means 
neutral is connected to grounding electrode and bonded to the enclosure Article 250.20(D).   3) Show coordination between 1200 amp and 600 amp distribution breakers.  4) Size of ATS for fire 
alarm not shown.  5) Show conductor size from generator to switcher.  6) Provide short circuit study.   10/22/13 rejected #2 and #6 not addressed withstand rating of circuit breaker not provided 
Article 110.9 and Article 110.10.  10/24/13 job finalized.   7/25/16 Swapped Drawing 1-Revision 2.

51805 13A0375 B & S Electrical Contracting Co., Inc.
4317 15th Avenue

Brooklyn NY 11219

Requested approval for the electric service equipment 
proposed to be installed 745 64th Street

Brooklyn NY

Approved $650.00

51806 13A0377 Linphill Electric
4850 White Plains Road

Bronx NY 10470

Requested approval for the electric service equipment 
proposed to be installed 59-17 Junction Blvd.

Queens NY

Approved $650.00
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51807 13A0378 Allan Briteway Electrical Contractors, Inc.
22-09 Queens Plaza North

Long Island City NY 11101

Requested approval for the electric service equipment 
proposed to be installed 395 Flatbush Avenue

Brooklyn NY

Approved $650.00

51808 13A0379 Allran Electric of NY
120 Broadway, 36th Floor

New York NY 10271

Requested approval for the electric service equipment 
proposed to be installed 285 Madison Avenue

New York NY

Approved $650.00

6/20/16  Swapped drawing FP-Revision 4.

13A0380 Unity Electric Co., Inc.
65-45 Fresh Meadow Lane

Flushing NY 11365

Requested approval for the electric service equipment 
proposed to be installed 101 Barclay Street

New York NY

PendingBank of New York Mellon Bank $650.00

Provide documentation showing coordination between 2000 and new 1200 amp fuse.

13A0381 Striano Electric Co.
246 Park Avenue

Garden City NY 11040

Requested approval for the electric service equipment 
proposed to be installed 5 Madison Avenue

New York NY

On HoldMarriott Hotel $650.00

1) Fire pump motor size and FLA not provide.  2) Verify fire pump normal and emergency circuit conductor are fire protected.   3) Location of fire pump transformer no.  4 shown on drawing.  4) 
Verify that switchboard has rear hinged doors.  5) Provide all detail of the scope of the scope of work

51809 13A0383 S.J. Electric, Inc.
601 Union Street

Brooklyn NY 11215

Requested approval for the electric service equipment 
proposed to be installed 300 North End Avenue

New York NY

ApprovedBattery Park City, Site 23 $650.00
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51816 13A0386 Corporate Electric Group, Inc.
112-09 14th Avenue

College Point NY 11356

Requested approval for the electric service equipment 
proposed to be installed 2 West 13th Street

New York NY

ApprovedParsons New School for Design $650.00

52395 13A0390 Genmar Electrical Contracting Corp.
98-19 103rd Avenue

Ozone Park NY 11417

Requested approval for the electric service equipment 
proposed to be installed 601 West 26th Street

New York NY

ApprovedStarrett Lehigh $650.00

1) Show service room layout drawing.  2) Provide short circuit calculations to switchboard HDP-2ME.  3) Provide manufacturers cut sheet of new panelboards.  4) Bus sizing not shown on 
drawings.  5) Drawings not in Advisory Board format.  10/22/13 Rejected- #1, #4 and #5 not addressed.  6/24/14  Job finalized.

51884 13A0391 Five Star Electric Corp.
101-32 101st Street

Ozone Park NY 11416

Requested approval for the electric service equipment 
proposed to be installed 43-18 97th Place

Queens NY

ApprovedP.S. 315Q $650.00

Provide an accurate short circuit and signed by PE.(circuit breaker and fuse).  Job finalized 9/19/13.

52338 13A0392 Bass Electrical Corp.
10-17 37th Avenue

Long Island City NY 11101

Requested approval for the electric service equipment 
proposed to be installed 361 Kingsland Avenue

Brooklyn NY

Approved $650.00

Physical of distribution panel at the end of switchboard do not match.    5/14/14 Job finalized.

51887 13A0393 Rodel Electrical Contractors, Inc.
31-29 Vernon Blvd.

Long Island City NY 11106

Requested approval for the electric service equipment 
proposed to be installed 240 West 113th Street

New York NY

ApprovedP.S. 241M $650.00

1) Communications equipment install in electric closet see NYC Amendments Section.  800.133(D).  2) Provide information for existing panels.   9/19/13 job finalized.
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51810 13A0394 Reliant Electrical Contracting, Inc.
628 Classon Avenue

Brooklyn NY 11238

Requested approval for the electric service equipment 
proposed to be installed 1331-1341 Franklin Avenue

Bronx NY

Approved $650.00

51811 13A0395 Vere Electric Corp.
726 Sterling Place

Brooklyn NY 11216

Requested approval for the electric service equipment 
proposed to be installed 225 East 43rd Street

New York NY

ApprovedAvis Car Rental $650.00

51833 13A0397 Anthony G. Ferry Inc.
217a Fordham Street

Bronx NY 10464

Requested approval for the electric service equipment 
proposed to be installed 260 West 26th Street

New York NY

Approved $650.00

1) Grounding electrode not shown at service with multiple disconnection means enclosures  Article 250.64(D).  2) Fire pump service switch less than 12" from service switch #3 in service room.  
8/22./13 job finalized

51838 13A0398 W.T.G. Electric, Inc.
115-14 Beach Channel Drive

Rockaway Park NY 11694

Requested approval for the electric service equipment 
proposed to be installed 525 Audobon Avenue

New York NY

ApprovedIsabella Geriatric Center $650.00

51839 13A0400 Patriot Electric Corp.
96-06 220th Street

Queens Village NY 11429

Requested approval for the electric service equipment 
proposed to be installed 200 Park Avenue South

New York NY

Approved $650.00
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51842 13A0402 Community Electric Incorporated
124 Granite Avenue

Staten Island NY 10303

Requested approval for the electric service equipment 
proposed to be installed North End Avenue

New York NY

ApprovedBattery Park City Authority $650.00

51843 13A0403 Absolute Electrical Contracting, Inc.
One Cross Island Plaza

New York NY 11422

Requested approval for the electric service equipment 
proposed to be installed 1333 Broadway

New York NY

Approved $650.00

51883 13A0407 Litespeed Electric
135 West  29th Street

New York NY 10001

Requested approval for the electric service equipment 
proposed to be installed 870 7th Avenue

New York NY

Approved $650.00

Equipment grounding conductors #2 in parallel raceways undersize (min. #1/0).   9/19/13  job finalized.

51906 13A0408 Corporate Electrical Technologies, Inc.
282 Flatbush Avenue

Brooklyn NY 11217

Requested approval for the electric service equipment 
proposed to be installed 250 Baychester Avenue

Bronx NY

ApprovedMacy's $650.00

1) Verify 250 amp s.s. is GFP not only ground sensor.  9/27/13 job finalized.

51847 13A0409 M.C. Electrical NY, Inc.
835 Castleton Avenue

Staten Island NY 10310

Requested approval for the electric service equipment 
proposed to be installed 345 Adams Street

Brooklyn NY

Approved $650.00
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51846 13A0410 Adco Electrical Corporation
201 Edward Curry Avenue

Staten Island NY 10314

Requested approval for the electric service equipment 
proposed to be installed 32 Avenue of the Americas

New York NY

Approved $650.00

51844 13A0411 Forest Electric Corp.
Two Pennsylvania Plaza, 4th Floor

New York NY 10121

Requested approval for the electric service equipment 
proposed to be installed 4 Times Square

New York NY

ApprovedH & M $650.00

51858 13A0412 Unity Electric Co., Inc.
65-45 Fresh Meadow Lane

Flushing NY 11365

Requested approval for the electric service equipment 
proposed to be installed 235 East 42nd Street

New York NY

Approved $650.00

1) Verify that service room is mechanically ventilated.  2) Verify that the back of the switchboard has rear hinged doors.  9/10/12 job finalized.

52079 13A0417 Uptown Electric, Inc.
5-28 47th Road

Long Island City NY 11101

Requested approval for the electric service equipment 
proposed to be installed 290 Bedford Avenue

Brooklyn NY

ApprovedBrooklyn College $650.00

1) Provide size of main bonding jumper in 4000A board.  2) Show grounding of 4000A switchboard.  3)3/0 to be bonded to building steel in 4000 amp switch for supplemental ground.  4) 100 
amp service switch to be grounded and bonded.  5) 800 amp service switch to be bonded and grounded.  6) Verify that fire pump service switch is not GF protected.  7) Verify 2 sets of conductors 
for fire pump.  8) 350 MCM fused at 400 amps.  9) Verify that building is not over 3 stories high.  10/21/13 1) #4 not address.  2) Tap conductor for TVSS undersized.  3) Fire pump feeder 
equipment grounding conductor undersized Article 250.122.   1/10/14 Rejected.  Corrections are ok, but only 1 copy of page 1 of 2 Rev2 was resubmitted.  Send in 2nd copy.

51845 13A0418 Five Star Electric Corp.
101-32 101st Street

Ozone Park NY 11416

Requested approval for the electric service equipment 
proposed to be installed 590 6th Avenue

New York NY

ApprovedP.S. 340M $650.00
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52001 13A0419 AKF
330 West 42nd Street, 14th Floor

New York NY 10036

Requested approval for the electric service equipment 
proposed to be installed 125 Broad Street

New York NY

Approved $650.00

1) Verify on-site generator provided for emergency loads (F.A., FP).  2) Verify new service room is 2 hrs fire rated.  11/1/13 job finalized.   5/28/15 Swapped Drawings A, Rev 2 and B,C, and D 
Revision 1s.  11/23/15 Swapped drawings.  A, Revision 3; B,C and D, Revision 2s; E, Revision 1.

51852 13A0420 Triple I Electrical Contracting, Inc.
64-05 34th Avenue

Woodside NY 11377

Requested approval for the electric service equipment 
proposed to be installed 76 N. 4th Street

Brooklyn NY

Approved $650.00

51938 13A0423 Inter-Connection Electric, Inc.
6821 8th Avenue Brooklyn

Brooklyn NY 11220

Requested approval for the electric service equipment 
proposed to be installed 173 Riverside Drive

New York NY

Approved $650.00

1) Provide signage on service room doors indicating that there services located in the adjacent rooms.  2) Show coordination between first and second fusing.   3) Provide cut sheet for meter 
banks.  10/17/13 job finalized.  1/13/14 Swapped AB10-01 Rev 2.

51812 13A0424 Five Star Electric Corp.
101-32 101st Street

Ozone Park NY 11416

Requested approval for the electric service equipment 
proposed to be installed

New York NY

ApprovedBattery Park Marina(North Vault) $0.00

SANDY

51813 13A0425 Five Star Electric Corp.
101-32 101st Street

Ozone Park NY 11416

Requested approval for the electric service equipment 
proposed to be installed

New York NY

ApprovedNorth Cove Marina(South Vault) $650.00

SANDY
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51814 13A0426 Five Star Electric Corp.
101-32 101st Street

Ozone Park NY 11416

Requested approval for the electric service equipment 
proposed to be installed 95 Horatio Street

New York NY

Approved $0.00

SANDY   3/18/14 Swapped 2 drawings Rev 6.

51815 13A0427 Control Electrical Contracting Corp.
85 Tompkins Street

Staten Island NY 10304

Requested approval for the electric service equipment 
proposed to be installed 80 Bay Street

Staten Island NY

Approved $0.00

SANDY

51848 13A0428 Athens Electric, Inc.
1980 63rd Street

Brooklyn NY 11204

Requested approval for the electric service equipment 
proposed to be installed 400 Fuloton Street

Brooklyn NY

Approved $650.00

51849 13A0429 Chaim Electric
2920 Avenue J

Brooklyn NY 11210

Requested approval for the electric service equipment 
proposed to be installed 3170 Webster Avenue

Bronx NY

Approved $650.00

13A0430 tros Automated Electrical Construction Co
214 West 29th Street

New York NY 10001

Requested approval for the electric service equipment 
proposed to be installed 1352 Shore Parkway

Brooklyn NY

RejectedB.J.'s Wholesale Club $650.00

1) Verify that service room is mechanically ventilated.  2) Show clearances inside of service room.  9/17/13  job finalized.  6/23/14 Swapped Rev 2.  8/26/14 Rejected.   1) Show lengths of 
transformer taps.  2) Equipment grounding conductors undersized load side of service switch #1.  2) Equipment grounding conductors undersized load side of service switch #1.
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51841 13A0432 D.R.P.  Electrical Contracting Inc.
412 Cary Avenue

Staten Island NY 10310

Requested approval for the electric service equipment 
proposed to be installed 130 West 79th Street

New York NY

Approved $650.00

51871 13A0433 Five Star Electric Corp
101-32 101st Street

Ozone Park NY 11416

Requested approval for the electric service equipment 
proposed to be installed 21 West 86th Street

New York NY

ApprovedThe Brewster $650.00

S.S, #4 neutral bar not bonded to enclosure and grounding electrode not provided.  9/17/13 job finalized.  5/4/15 Swapped Revision 2.    12/10/15   Swapped Drawing 1-Revision 3.

51837 13A0434 Gateway Electric
11-02 37th Avenue

Long Island City NY 11101

Requested approval for the electric service equipment 
proposed to be installed 150 Charles Street

New York NY

Approved $650.00

5/19/16 Swapped Drawing   1,2,3 and 4-Revision 2s.

51850 13A0435 Cedar Electrical Contractors
116 John Street

New York NY 10038

Requested approval for the electric service equipment 
proposed to be installed 152 West 26th Street

New York NY

Approved $650.00

51940 13A0436 Falco Electrical Services, Inc.
2220 Voorhies Avenue

Brooklyn NY 11235

Requested approval for the electric service equipment 
proposed to be installed 481 8th Avenue

New York NY

Approved $650.00

1) Drawing not in Advisory Board format.  2) Entire existing switchboard to be shown on drawing.  3) Manufacturer's cut sheet of equipment not shown.  4) Verify that new switchboard have rear 
hinged doors.  10/15/13 1) Length of tap conductors between existing switchboard and new 1200A switch not provided.  2) Equipment grounding conductors shown undersize Article 250.122.  
10/17/13 job finalized.   7/18/14 Rejected  Revised drawings to be full size as original submission.   9/16/14 Swapped drasigns 1 and 2, Rev E.
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51905 13A0437 Prince Electrical Contracting Corp.
1406 Blondell Avenue

Bronx NY 10461

Requested approval for the electric service equipment 
proposed to be installed 32 West 29th Street

New York NY

Approved $650.00

1) Neutral bonded to enclosure at generator.  2) Neutral bonded to enclosure at F.A. emergency main overcurrent disconnecting means.  3) Verify fire pump location.  4) Grounding electrode not 
provided fire alarm s.s.#4, s.s. #2 and s.s. #3.  5) Verify grounding electrode conductors size for main water and supplemental electrodes. 9/26/13 job finalized.  1/23/14 Swapped Rev 3.

51942 13A0442 Polo Electric Corp.
497 Canal Street

New York NY

Requested approval for the electric service equipment 
proposed to be installed 919 3rd Avenue

New York NY

Approved $650.00

1) Verify main waterpipe and supplemental grounding electrode conductors size.  2) Existing 2000 amps busway overfused.   10/18/13 job finalized.

51953 13A0443 A & R Electrical Maintenance, Inc.
85-44 Grand Avenue

Elmhurst NY 11373

Requested approval for the electric service equipment 
proposed to be installed 2219 Givan Avenue

Bronx NY

ApprovedThe Woodland Senior Residence $650.00

1) Fire pump service entrance conductors size not shown on drawing.  2) Fire pumps circuit conductors undersized.  3) Increase service bus size or provide load calculation.  4) Verify conductors 
size for main water and supplemental grounding electrodes.  5) Explain how you terminated 3/0 conductor  inside the lugs of 20A switch, 30A switch and 60A switch. 10/24/13 job finalized.   
2/29/16 Swapped Drawings 1,2 and 3-Revision 3s.

13A0444 I.K.E. Electrical Corp.
601 West 26th Street

New York NY 10001

Requested approval for the electric service equipment 
proposed to be installed 312 West 37th Street

New York NY

Pending $650.00

1) fire pump and fire alarm emergency overcurrent disconnecting means neutral bonded to enclosures (generator not wired as a separately derived system) 2) Verify the exact size of the main water 
and supplemental grounding electrode conductor size.  3) 800 amps EDP panel bus undersize/over fused.  4) 1200 amps switchboard RDP bus undersized.  5) Fire amp and fire alarm s.s. location 
not shown on drawing

13A0445 D & D Electrical Construction Co., Inc.
31 Beadel Street

Brooklyn NY 11222

Requested approval for the electric service equipment 
proposed to be installed 35 West 15th Street

New York NY

Denied $650.00

1) Fire pump service entrance equipment grounding conductor #1 undersize Article 250.66.  2) Fire pump, emergency main 600A circuit breaker undersized.( Verify circuit breaker at generator 
for fire pump motor FLA).  3) Main water and supplemental grounding electrode conductors not shown on drawings.  4) 1200 amps DSB--MBSB panel bus undersized/over fused.  5) Fire pump 
and fire alarm and 2-400 amps main overcurrent disconnecting means at generator neutral bonded to enclosure.  6) Circuit conductor #2 between generator and 400A switch serving ATS #3 over 
fused.  7) Tap conductor #4 between trough and 100A fuse disconnect switches undersized.  8) Circuit conductors size between DSB-HC switchboard and ATS #2, ATS #3 not shown on 
drawing.  9) Grounding electrode not provided at fire pump s.s.   2/24/14 Swap rejected, 1) Generator neutral conductor is bonded and grounded NS 2 pole ATS are being installed.  2) Show 
length of tapped conductors.   5/13/14  Drawings must be resubmitted there are changes on the drawing that were not indicated in the title block.
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13A0446 Pentair Thermal Management/Pyrotenax
11 Exeter Pass

Colts Neck NJ 07722

Requested approval of equipment for use in New 
York City of your Mineral Insulated (M.I.) Cable 
Service System.  Model/Series Number:  System 
1850-SE

Denied $200.00

The fire rated system is not evaluated or listed by an NRTL for the extension of service entrance conductors as per NEC Article 230.6 to be extended into a building.

51939 13A0449 Adco Electrical Corporation
201 Edward Curry Avenue

Staten Island NY 10314

Requested approval for the electric service equipment 
proposed to be installed 450 East 29th Street

New York NY

ApprovedEast River Science Project $650.00

1) Manufacturer's cut sheet of generators not provided showing listing.  2) Emergency side 4 #10's fused at 100 amps.  3) Show fuse size on emergency feeder to fire pump ATS.  10/17/13 job 
finalized.

51836 13A0450 P.E. Stone, Inc.
50 Watts Street

New York NY 10013

Requested approval for the electric service equipment 
proposed to be installed 109 East 42nd Street

New York NY

ApprovedGrand Hyatt Hotel $650.00

51902 13A0452 I.S.M Electric, Inc.
249 52nd Street

Brooklyn NY 11220

Requested approval for the electric service equipment 
proposed to be installed 713 Caton Avenue

Brooklyn NY

ApprovedP.S. 437K $650.00

1) Fire pump wiring not completed on drawing.  2) Emergency side fuse undersized for fire pump.  3) Show conductor sizes and fuse size, and load off ATS #3.  4) Clarify conduits on load side of 
4000 amp service switch.  5) Distribution boards not to be grounded on load side of service switch.  6) Complete feeder lines on drawing.  9/25/13 job finalized.
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