
 
  NYC Department of Buildings 
  280 Broadway, New York, NY 10007 
  Patricia Lancaster, FAIA, Commissioner 
  (212) 566-5000, TTY: (212) 566-4769 

Report of Materials and 
Equipment Acceptance Division

 
 
Pursuant to Administrative Code Section 27-131, the following equipment or material has 
been found acceptable for use subject to the terms and conditions contained herein. 
 

MEA 404-07-E 
 

Manufacturer: InterMetro Industries Corporation 
651 N. Washington Street 
Wilkes-Barre, PA  18705 

  
Trade Name(s): Metro 
  
Product: Electrically-heated holding & proofing cabinets 
  
Pertinent Code Section(s): 27-787, 27-792 
  
Prescribed Test(s): RS 14-6 (UL 197 – 9th Edition) 
  
Laboratory: Underwriters Laboratories Inc. 
  
Test Report(s): File E44908, Vol. 1, Section 15, issued 10/23/2007. 

 
Description:  Electrically-heated holding and proofing cabinets intended for holding 
cooked food at serving temperature and proofing bread products before baking. 
 
Model Numbers: 
(Full Height) – Models C519 or C539, followed by suffixes C, CL, H, HL or P, followed 
by FC, DC, FS or DS, followed by 4, U or L,  with or without suffix A. 
(3/4 Height) – Models C517 or C537, followed by suffixes C, CL, H, HL or P, followed by 
FC, DC, FS or DS, followed by 4, U or L,  with or without suffix A. 
(Half Height) – Models C515 or C535, followed by suffixes C, CL, H, HL or P, followed 
by FC, DC, FS or DS, followed by 4, U or L,  with or without suffix A. 
 

Note:  All models are electrically rated 120V, 60 Hz, 1440 W or 2000W 
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Terms and Conditions:  The above electric heating cabinets are accepted under the 
following conditions: 
 

1. Units shall be installed in accordance with manufacturer’s instructions and New 
York City Electrical, Building and Fire Codes. 

 
2. Minimum installed clearances from combustible construction shall be in 

accordance with RS 14-15 of the New York City Building Code. 
 

3. Installation shall not obstruct access for operation and servicing. 
 

4. Approval of all electrical equipment, apparatus, materials and devices shall be 
obtained from the Department’s Electrical Advisory Board before installation. 

 
5. Units shall be used in compliance with the Energy Conservation Construction 

Code of New York State. 
 

6. All shipments and deliveries of such equipment shall be provided with a metal tag, 
suitably placed, certifying that the equipment shipped or delivered is equivalent to 
that tested and accepted for use, as provided in Section 27-131 of the New York 
City Building Code. 
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