
1 RCNY §7015-01 
 

CHAPTER 7000 
 

Mechanical Code 
 

§7015-01. Referenced Standards.  Pursuant to Section 28-103.19 of the New York City 

Administrative Code, delete and replace the following reference standards as follows: 

 

Reference standard ACCA Manual D as added by Section MC 1502 of the New York City 

Mechanical Code is hereby deleted and a new ACCA Manual D is added to read as follows: 
 

ACCA Air Conditioning Contractors of America 

2800 Shirlington Road, Suite 300 

Arlington, VA 22206 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

ANSI/ACCA 1 

Manual D -2016 

Residential Duct Systems 

603.2 

 

Reference standard AHRI 700 as added by Section MC 1502 of the New York City Mechanical 

Code is hereby deleted and a new AHRI 700 is added to read as follows: 
 

AHRI Air-Conditioning, Heating and Refrigeration Institute 

4100 North Fairfax Drive, Suite 200  

Arlington, VA 22203 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

700 -2019 Standard for Specifications for Refrigerants 1102.2.2.3 

 

 

Reference standard ASME CSD-1 as added by Section MC 1502 of the New York City 

Mechanical Code is hereby deleted and a new ASME CSD-1 is added to read as follows: 

ASME American Society of Mechanical Engineers 

Three Park Avenue  

New York, NY 10016-5990 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

CSD-1-2012 Controls and Safety Devices for Automatically Fired Boilers 1004.1, 1004.1.1, 

1004.8, 1006.1, 

1006.2, 1006.3, 

1006.4, 1007.1, 

1007.2, 1007.3, 

1010.2.1, 1011.1 

 

 



Reference standard NFPA 54 as added by Section MC 1502 of the New York City Mechanical 

Code is hereby deleted and a new NFPA 54 is added to read as follows: 
 

NFPA National Fire Protection Association 

1 Batterymarch Park  

Quincy, MA 02169-7471 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

54 -2018 National Fuel Gas Code 504.9, 901.2, 910.7 

 

Reference standard NSF 358-1 as added by Section MC 1502 of the New York City Mechanical 

Code is hereby deleted and a new NSF 358-1 is added to read as follows: 
 

NSF NSF International 

789 Dixboro Road, P. O. Box 130140 

Ann Arbor, MI 48113-0140 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

NSF 358-1 -2014 Polyethylene Pipe and Fittings for Water-Based Ground-Source  

“Geothermal” Heat Pump Systems 

Table1210.4, 

Table1210.5 

 

 

Reference standard SMACNA as added by Section MC 1502 of the New York City Mechanical 

Code is hereby deleted and a new SMACNA is added to read as follows: 
 

SMACNA Sheet Metal & Air-Conditioning Contractors National Assoc., Inc.  

4201 Lafayette Center Drive  

Chantilly, VA 20151-1209 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

SMACNA -2021 Fibrous Glass Duct Construction Standards 603.5 

 

 

Reference standard UL 2158A as added by Section MC 1502 of the New York City Mechanical 

Code is hereby deleted and a new UL 2158A is added to read as follows: 
 

UL UL LLC  

333 Pfingsten Road  

Northbrook, IL 60062-2096 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

2158A -2017 Standard for Clothes Dryer Transition Duct 504.8.3 

 


