
1 RCNY §8015-01 
 

CHAPTER 8000 
 

Plumbing Code 
 

§8015-01. Referenced Standards.  Pursuant to Section 28-103.19 of the New York City 

Administrative Code, delete and replace the following reference standards as follows: 

 

Reference standards ASME A112.4.14, ASME A112.6.2, and ASME A112.6.9 as added by Section PC 

1502 of the New York City Plumbing Code are hereby deleted and new ASME A112.4.14, ASME 

A112.6.2, and ASME A112.6.9 are added to read as follows: 

 

ASME American Society of Mechanical Engineers 

Three Park Avenue  

New York, NY 10016-5990 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

A112.4.14 -2017 Manually operated valves for use in plumbing systems Table 605.7 

A112.6.2 -2017 Framing-Affixed Supports (Carriers) for Off-the-Floor Plumbing 

Fixtures 405.4.3 

A112.6.9 -

2005(R2015) 

Siphonic Roof Drains 

1107.1 

 

 

Reference standards ASSE 1017, ASSE 1018, ASSE 1019, ASSE 1056, ASSE 1061, and ASSE 

1066 as added by Section PC 1502 of the New York City Plumbing Code are hereby deleted and 

new ASSE 1017, ASSE 1018, ASSE 1019, ASSE 1056, ASSE 1061, and ASSE 1066 are added 

to read as follows: 

 

ASSE American Society of Mechanical Engineers 

901 Canterbury Road, Suite A  

Westlake, OH 44145 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

1017-2009 Performance Requirements for Temperature Actuated Mixing Valves 

for Hot Water Distribution Systems 501.2.3, 613.1 

1018-2001 (R2021) Performance Requirements for Trap Seal Primer Valves - Potable 

Water Supplied 

1002.4.1.1, 

1002.4.1.2 

1019-2011(R2016) Performance Requirements for Wall Hydrant with Backflow Protection 

and Freeze Resistance 

Table 608.1, 

608.13.6 

1056-2013 Performance Requirements for Spill Resistant Vacuum Breaker 

Assemblies 

Table 608.1, 

608.13.5, 608.13.8 

1061-2015 Performance Requirements for Push-Fit Fitting Table 605.5, 

605.14.4 



ASSE American Society of Mechanical Engineers 

901 Canterbury Road, Suite A  

Westlake, OH 44145 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

1066-1997 Performance Requirements for Individual Pressure Balancing In-Line 

Valves for Individual Fixture Fittings 604.11 

 

 

Reference standard CSA B483.1 as added by Section PC 1502 of the New York City Plumbing 

Code is hereby deleted and a new CSA B483.1 is added to read as follows: 

 

CSA CSA Group 

8501 East Pleasant Valley  

Cleveland, OH 44131-5516 

 

Standard 

reference 

number Title 

Referenced 

in code 

section number 

CSA B483.1 - 2007 

(R2012) 

Drinking Water Treatment Systems 705.2.1, 705.4.3, 

705.5, 705.11.1, 

705.12, 705.13.2, 

705.16 

 


