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Any sewer pipe found to be defective or cracked during the required Television (TV) Inspection of new
sewers must be replaced or acceptably repaired. If the pipe is repaired the location, measured from the
downstream manhole and the method of repair must be clearly indicated on the sewer As-Built drawings and
on the Resident Engineer's As-Built markup drawings. A sample As-Built drawing, along with repair codes are
attached.

Attachments: Pipe Defects and Repair Methods and Codes for Sewer As-Built Drawings
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PROFILE

] E :1”=5’ ] ]
= HORZ: 17230 S S
» < o) < <
NEW 18" E.S.V.P STM. SEWER =
m| @ <| © ’s o3| I =
ON CONC. CRADLE—— =| 2 Z|l NEW 427 Bl-Tedte!! i PEVER == =
= z .y z 'Z, "7,
= @) NE\!SG R.C.P CL.IIl STM. SEWER o o
25 2 Z ON CONC.| CRADLE z = 25 o
-V 38.11. 2261 - — YT ] E
RIM. 22.53 S= 0.0047 S= 0.0103 B S= 0.0051 - b
RIM._20.13 E::: ;é:gs\j‘g RIM. 20.03 : E
20 — RIM. 18.48 : z 20 .
" R.C. . SEWER & ———a—m— RIM. 18.21 RIM, _17.52 47 >
NESVE: SPUR, < e L e s e ——— F e . 17.08 ;5
| | CM.(é,L) o 125 LEGAL GRAD ——m—_— > ﬂ
INV. EL. 14.13 = | | #4. C,(E)0 41" 15 o
EX. 6° SAN. _ l : NV. EL. 12.73 _ ANV. EL.10.41 ,b}_,_i'_, § f
NS | EL1o. 3 - g~
10 AF::% | V. EL. 9.46 :.\: //lg - BB k‘ 10 §
NV, EL. 11.25—1 wv. EL| 10.60 ! H \ Ezll.(c) © 160’ L J.—i—-—__ 3
EX. 12" SLUDGE FORCE|MAIN D.I.P —X 1 — \ . % N ]
c INV. EL. 8.50 cc.(g)'OJ \ g — —R-:____.ZB 5
33 23\ \
E " E W INV.6.88
0 = ~ 0
. / . \ ,
—-— 35 —wel 171.2 - 172.9 -
| 5=0.018 / S= 0.0071 \ S=0.0067 |
- /NEW 10” E.S.V.P SANITARY SEWER ON CONCRETE CRADLE. -
Flow

EX. 42” STM. SWR

;
CRACK located 85’
from downstream M.H.

CC,(G) #1.

_EGEND:
PIPE DEFECTS / REPAIRS:

DEFECTS
C

CL
CC—
CM

CRACK
CRACK , LONGITUDINAL
CRACK , CIRCUMFERENCIAL
CRACK , MULTIPLE

REPAIRS
(G) — CHEMICAL GROUTING

%

— D.E.P. APPROVED LINING

CONCRETE ENCASEMENT

Flow
EX. 42” STM. SWR

MULTIPLE CRACKS
from downstream M.H.

located @ 125’

CM,(GL) #3.

EX. 42” STM. SWR

Flow

CRACK REPAIR in conc. Encasement
@ 41’

from downstream M.H.

C,(E) #4.

M.H CONNECTED TO EXIST. 42" STM. SEWER

AT INV. EL. 5.72

FINAL MAP;CAPITAL PROJECT:0000000000; NONAME AVE; BOROUGH OF NONAME ;REG#. 00000000

DESCRIPTIONS

APPR'D

IN-HOUSE DESIGN

REVISIONS

NONAME AVENUE ETC.
BOROUGH OF NONAME

PROFILE

DIVISION OF INFRASTRUCTURE
BUREAU OF CONSTRUCTION

SHEET
OF

X

DEFECT |DISTANCE(FT.) DEFECT |DEFECTS LOC.| DEFECT |REPAIR |REMARK
FR. DOWNSTREAM LENGTH (INCH) TYPE
'y M.H. CODE (CLOCK DIAL)
1 85’ C,C | 9-12 4" (G) | N/A
2 160" | C,L 6 3 | (G) | N/A
3 125" | C,M 9-3 11” |(G,L) | N/A
4 41’ C 12 14> | (E) | N/A
-
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