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Limited Geotechnical Investigation 

1 General 

The New York City Department of Environmental Protection (DEP) Office of Green 
Infrastructure (OGI), in conjunction with other city agencies, is currently constructing green 
infrastructure practices citywide including, but not limited to, Right‐of‐way Bioswales (ROWBs), 
Right‐of‐way Stormwater Greenstreets (ROWSGSs), ROW Rain Gardens (ROWRGs), ROW 
Greenstrips (ROWGSs), ROW Permeable Pavement (ROWPP), On‐site bioretention and 
permeable pavement, and other stormwater management practices throughout combined 
sewer areas citywide.   

Limited Geotechnical Investigation is required prior to the construction of these green 
infrastructure (GI) practices to determine soil characteristics, soil permeability rates, and 
depths to groundwater table and bedrock when encountered.   

A Geotechnical Report including the above information, stamped and signed by a NYS Licensed 
Professional Engineer (P.E.), shall be submitted to the OGI.  The following sections provide 
details of the geotechnical investigation and reporting procedure. 

2 Geotechnical Investigation 

The Limited Geotechnical Investigation consists primarily of: 

a) Soil borings to determine the soil characteristics (field observation and laboratory 
testing) as well as the depths to groundwater table and bedrock where encountered, 
and  

b) Falling‐head in‐situ permeability tests (permeability tests, or PTs) to determine soil 
permeability rates.  

A minimum of one soil boring and one PT (collectively referred to as B/PT) shall be performed 
at every Preliminary GI practice.  

For permeable pavement in the right‐of‐way, B/PTs are required at every street segment near 
the downstream end. Additional B/PTs may be proposed for longer streets at 150‐ft spacing. 
For areas with permeable pavement planned for both sides of a street, the B/PTs shall be 
staggered on alternate sides of the street.  

The following sections provide more detail on the soil borings and PTs.  

2.1 Pre‐Investigation and Planning 

2.1.1 Geotechnical Investigation Location Plan 

Soil boring and PT locations shall be proposed in a Geotechnical Investigation Location Plan 
(GILP) and submitted to OGI for approval. At a minimum, the GILP shall be comprised of the 



2 
December 2015 

following: a Boring Plan Map and Boring Plan Table with all pertinent information including, but 
not limited to, all GI practices (with correct GI IDs and GI Types where applicable), all soil boring 
and PT locations, existing historical data, and a summary of proposed borings and PTs.  

For areas which consist of two or more non‐hydraulically connected green infrastructure 
practices within the same tributary drainage area, the GILP shall show proposed GI practices as 
either ‘Preliminary’ (GI practices which fulfill siting criteria and may proceed to geotechnical 
investigations) or ‘Reserved’ (possible alternate GI practices, wherever Preliminary sites are 
deemed unfeasible).  

2.1.2 Historical Borings 

Historical soil borings and PT data in proximity of proposed GI practices may be obtained from 
DEP or from the Department of Design and Construction (DDC).   

Soil data for Preliminary GI practices may be represented by historical soil boring(s) within 30 ft 
of the practice in place of an intended soil boring, provided that the available information is 
sufficient. For example, if the boring log for a historical boring location shows the soil 
characteristics up to 20 ft below ground surface (bgs) as well as depths to the groundwater 
table and bedrock (if encountered), then only PTs will be necessary for that location.  

A summary of all historical boring data in the vicinity of the GI practice(s) shall be included in 
the Boring Plan Table. The actual historical boring data in its entirety shall be submitted as part 
of the Geotechnical Report. 

2.1.3 Pre‐Drilling Site Checklist 

Prior to any drilling work, the on‐site Professional Engineer (P.E.) or representative of the P.E. 
(Rep.) must complete and sign OGI’s latest Pre‐Drilling Site Checklist (Checklist).  The Checklist 
covers all required utility mark‐outs, investigation tasks, and necessary documentation for each 
soil boring and/or PT location.  

The Checklist must be kept on‐site at all times during drilling operations, along with all 
associated documentation, and available to DEP personnel upon request. If, upon a site 
inspection, the Checklist is not found on‐site, drilling operations shall cease immediately and 
permission to resume must be requested from and granted by the OGI before any drilling 
operation resumes. 

The P.E. or Rep. shall be on‐site to observe the geotechnical investigation and is responsible for 
ensuring all geotechnical sub‐consultants, drilling contractors, and other field representatives 
are following OGI standard procedures and protocol when performing geotechnical work.   

The P.E. or Rep. shall document any pre‐existing conditions at the site. The P.E. shall be liable 
for any damages incurred as a result of not following appropriate protocol.  
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2.2 Geotechnical Investigation Locations 

2.2.1 Identifying Boring Locations on the Field 

Soil borings and permeability tests shall be conducted in separate boreholes no closer than 5 ft 
apart. If a boulder or other obstruction is encountered during drilling for any GI practice, 
another attempt shall be made within 5 ft ‐ 10 ft of the original borehole.  

For all Right‐of‐way and On‐site GI practices excluding permeable pavement, soil borings and 
PTs must be performed within the footprint of the Preliminary GI practice.  In the event that 
drilling cannot be conducted within the footprint, the B/PTs may be relocated to the footprint 
of a Reserved site within 30 ft and on the same side of the right‐of‐way as the original 
Preliminary site, without prior approval by the OGI.  

For permeable pavement, the B/PTs must be located within 20 ft of the proposed location 
according to the approved Boring Map, and within the permeable pavement footprint 
wherever possible.  

No drilling is permitted in a location which blocks a driveway.  

If drilling cannot be conducted at the planned location and no relocation options are feasible, 
consultant shall submit a recommended action (e.g. provide alternative drilling options, 
recommend rejection of the GI practice, etc.) pending OGI approval.  

2.2.2 Field Measurements 

All GI practices, soil borings, and PT locations represented on the Boring Plan Map shall be 
accurately laid. 

The Boring Plan Map shall be updated in a timely manner to reflect any deviations noted 
between the Boring Plan Map and actual field measurements.  

2.3 Geotechnical Investigation Methodology 

2.3.1 Soil Boring Procedure and Equipment 

Soil borings are to be conducted using a 4‐inch inner diameter hollow‐stem auger (HSA) or by a 
4‐inch inner diameter drilled casing.  If a HSA cannot be used in a location, soil borings can be 
completed using a rotary tri‐cone roller bit with clean water as drilling fluid.  Mud drilling is not 
an acceptable method of boring.  

The P.E. or Rep. shall be on‐site to observe the boring operation and keep a continuous and 
accurate Boring Log for each location recording all pertinent data. Refer to Section 3.1.2 for 
details on the Boring Log.   

In the event that no water and/or sewer records were obtained in time and/or the P.E. or Rep. 
chooses, excavation via air vacuum is an acceptable method of boring up to the depth of the 
first soil sample or PT (see Section 2.3.4. for soil sampling and PT depths). The reason for 
conducting this procedure must be properly documented and reported to OGI.  



4 
December 2015 

2.3.1.1 Standard Penetration Test 

In each soil boring location, a Standard Penetration Test (SPT)  shall be conducted continuously 
in accordance with ASTM D1586 (i.e. a 24‐inch long, 2‐inch outside diameter split‐barrel‐ 
sampler driven by blows from a 140‐pound hammer falling freely from a height of 30 inches) to 
the depth detailed in Section 2.3.4.  

The number of blows required to drive the 24‐inch split‐barrel sampler every 6‐inch increment 
will be recorded. The Standard Penetration Resistance (N‐value) shall be determined as the sum 
of the blows required to drive the sampler to the second and third 6‐inch increments. 

2.3.1.2 Soil Sampling 

The P.E. or Rep. shall make visual observations for the soil at all depths at the time of the SPT, 
and record all pertinent observations as soil descriptions in the Boring Logs.  

Soil samples that are representative of the actual recovered soil core shall be collected at 
specific depth intervals for laboratory analysis. Collected samples shall be stored in labeled jars, 
to be delivered to an approved AASHTO‐certified laboratory for subsequent examination and 
testing. Samples shall be taken and tested as outlined in Section 2.5. 

2.3.2 Permeability Test Procedure and Equipment 

The permeability test procedure is as follows: 

•  The 4‐inch inner diameter casing shall be driven to the required test depth (refer to 
soil boring procedure for allowable equipment). The space (annulus) between the 
casing and borehole must be kept at a minimum. If the casing cannot be driven and a 
larger hole is first bored to allow for the casing, the annulus must be properly sealed 
before any water is introduced for testing into the casing. 

•  Measure the depth to the bottom of the hole to the nearest inch.   

•  Ensure that the depth to the bottom of the hole is within 1 inch of the depth to the 
bottom of the casing. 

•  Place approximately 6 ‐ 8 inches of coarse sand (4.75mm – 2mm) at the bottom of 
the casing. 

•  Wash out casing using a continuous flow of clean water at low water pressure (the 
water shall not disturb the coarse sand layer at the bottom of the casing) until the 
water exiting the casing runs clear. 

•  Saturate the soil beneath the bottom of the casing for at least thirty (30) minutes 
using clean water. 

•  Fill casing to the top with clean water and record the temperature of the water (see 
Section 2.3.3 for details on temperature measurement).  

•  Record the time at the beginning of the test. 

•  Record the falling water level in the casing at 1, 2, 3, 4, 5, 10, and 15 minutes after 
the beginning of the test or until the water level in the casing has stopped falling. 
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•  At the conclusion of the test, fill the casing to the top with clean water and maintain 
the water at this level for five (5) minutes. 

•  Repeat the test once for each PT depth using the same procedure.  

Clean water must be used in conducting PTs; PTs conducted using “dirty water” creates faulty 
results and shall be rejected. 

If a soil boring was conducted within 20 ft of a planned PT location, the borehole from the soil 
boring must be completely backfilled before the PT is commenced.  

The P.E. or Rep. must maintain continuous data of PTs and report them accurately in 
Permeability Test Logs (PT Logs).  Refer to Section 3.1.3 for details on the PT Log.   

Permeability tests shall not be performed when the ambient temperature is below 0°C.  

2.3.3 Temperature Measurement 

Temperatures shall be measured in °C using equipment meeting the specifications as shown in 
Table 1 and calibrated against a National Institute of Standards and Technology (NIST) Standard 
or with certified calibration traceable to NIST. 

Table 1 – Acceptable Temperature Measurement Equipment 

Equipment  Specifications 

Liquid‐in‐glass 
thermometer 
(nonmercury) 

 Temperature range, at least ‐5 to +45°C 

 0.5°C gradations or smaller 

 Calibrated accuracy within 1 percent of full scale or 0.5°C, 
whichever is less 

Thermistor   Calibrated accuracy within 0.1 to 0.2°C 

 Digital readout to at least 0.1°C 

 

2.3.4 Geotechnical Investigation Depths 

The depth at which all Geotechnical Investigation procedures are to be conducted shall be 
determined by the depth of the undisturbed soil below the base of the Preliminary GI practice.  

Table 2 shows the total soil boring (and SPT) depths, soil sampling (for laboratory testing) 
depths, and PT depths for various types of GI practices.  
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Table 2 – Depth of Soil Boring and PT for Various GI Practices 

Group  Type of GI Practice 
Total Soil 

Boring Depth
Lab Sample Depths1  PT Depths2 

A 
ROWB, ROWSGS with tree 

and/or typical stone reservoir 
depth, ROWGS  

20 ft bgs 

5‐7 ft bgs 
7‐9 ft bgs 
11‐13 ft bgs 
18‐20 ft bgs 

5 ft bgs 
10 ft bgs 

B 
ROWRG, ROWSGS with shallow 
stone reservoir and no tree, 
ROW Permeable Pavement 

9 ft bgs 
3‐5 ft bgs 
5‐7 ft bgs 

3 ft bgs 
6 ft bgs 

On‐site  All On‐site GI practices  15 ft bgs 

3‐5 ft bgs 
5‐7 ft bgs 
7‐9 ft bgs 
9‐11 ft bgs 
11‐13 ft bgs 

3 ft bgs 
6 ft bgs 
10 ft bgs 

 

1 Acceptable deviations from the sampling depth, without prior approval by the OGI: 

 Two samples may be taken from an interval if there is a significant change in soil layer (e.g. differences in 
consistency, color or major component).  

 If a sample cannot be retrieved or the recovery length is extremely low (less than 2 in) and additional soil 
cannot be obtained, soil from the immediately following interval shall be collected.  

2 If the bottom of the casing cannot be properly sealed due to soil conditions or obstructions, the casing may be 

drilled up to an additional foot below ground surface.  

2.3.5 Termination and Cancellation of Soil Borings and Permeability Tests 

Various conditions at the drilling site may prevent completion of the geotechnical investigation. 
Soil borings and/or PTs are referred to as “terminated” if the drilling was commenced but could 
not be completed to the intended depth. “Cancellation” refers to situations where drilling for 
the soil boring and/or PT did not commence. In general, soil borings and PTs shall not be 
cancelled without prior approval by the OGI.  

The following list provides general guidance on when drilling may be terminated without prior 
approval by the OGI:  

a) If soil and/or groundwater contamination is observed or suspected during the 
investigation, drilling shall be terminated immediately. The borehole shall be filled 
and the proposed location shall be abandoned. Indications of contamination during 
geotechnical investigations must be brought to the attention of the OGI.   

b) If an obstruction (e.g. boulder, abandoned utility, large debris, etc.) is encountered 
at or less than 15 ft bgs, another drilling location shall be identified according to 
Section 2.2.1. If the obstruction is confirmed at the reattempted location, the soil 
boring or PT shall be terminated. If the obstruction is encountered at a depth 
greater than 15 ft bgs, drilling may be terminated without a reattempt.  
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c) If bedrock is encountered, drilling shall be terminated and the depth to bedrock and 
rock classification (based on visual observation) recorded. Where possible, drilling 
shall proceed through weathered or decomposed bedrock. 

If obstructions and/or bedrock are encountered at less than 9 ft bgs at three or more sites 
within a 100‐ft radius, drilling operations shall cease and the OGI must be contacted to obtain 
approval to proceed with subsequent drillings within the 100‐ft radius. 

If a water table is encountered, the depth to the water table shall be recorded and the boring 
shall proceed to the intended depth. The water table shall be identified as either perched water 
or the groundwater table.  

2.3.5.1 Termination of Permeability Tests After the Saturation Period 

PTs may be terminated after the 30‐minute saturation period and reported accordingly for the 
following conditions: 

 If the casing is completely filled during the saturation period and there is no visible drop 
in water level after 30 minutes, the PT shall be reattempted for the same depth at 
another location no less than 5 ft away. If there is no visible drop in water level after 30 
minutes at the reattempted location, the PT shall be terminated for that depth only and 
the permeability coefficient reported as “0.000 in/hr”.  

 If the casing cannot be filled due to rapid infiltration (RI) during the saturation period 
and no water is retained in the casing after 30 minutes, the PT shall be reattempted for 
the same depth at another location no less than 5 ft away. If rapid infiltration is 
observed during the saturation period for the reattempt, the PT shall be terminated for 
that depth only and the permeability coefficient reported as “RI”.  

2.3.5.2 Modification of Soil Borings and/or Permeability Test Depths 

For Preliminary GI practices in Group A (refer to Table 2), if the groundwater table and/or 
bedrock is confirmed between 7‐9 ft bgs during drilling for either the soil boring or PT, drilling 
shall be terminated. New offset locations shall be identified according to Section 2.2.1, to 
conduct soil sampling and PTs at the depths specified for Group B practices instead.  

For example, if bedrock is encountered at 8 ft bgs during drilling for the 10‐ft PT at a 
Preliminary ROWB site, the 10‐ft PT shall be cancelled and a new borehole shall be identified to 
conduct PTs at 3 ft and 6 ft. Additionally, the 20‐ft soil boring will also be cancelled (if it had not 
been conducted yet), and a 9‐ft soil boring with the corresponding soil sampling depths shall be 
conducted instead. 

2.4 Cleanup 

Upon termination or completion of any soil boring or PT, all boreholes are to be backfilled with 
soil cuttings to the ground surface level and sealed with an asphalt or concrete patch to restore 
the surface to its original condition. All other holes, depressions, cracks, surface inconsistencies, 
and other hazards resulting from the work must be properly mitigated.  The contractor will 
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return to the site two weeks following the work, one month following the work, and as 
necessary to make repairs to backfilled holes.  

Photographs shall be taken documenting the condition in which the drilling locations are 
abandoned. 

2.5 Geotechnical Laboratory Testing 

Laboratory tests shall be conducted by an AASHTO‐certified laboratory to determine the 
distribution of particle sizes of the soil – particularly the fines (silts and clays) content – in 
accordance with ASTM D422.   

3 Geotechnical Report 

3.1 Geotechnical Investigation Data 

3.1.1 Boring Plan Map and Shapefiles 

Field‐measured locations of all GI practices and geotechnical investigations must be accurately 
recorded. This location data shall be submitted as a finalized Boring Plan Map and shapefile 
(Section 3.3.2 contains additional details on shapefile requirements).  

3.1.2 Boring Logs 

Boring Logs must be submitted for all soil borings, including those which were terminated. At a 
minimum, Boring Logs must include the following: 

•  Identification number (ID No.) and location of the soil boring (nearest building address 
or cross streets)  

•  Number of blows per 6‐inch intervals of continuous penetration 

•  Length of sample recovery (inches) for each 2‐ft interval 

•  Thickness of each soil stratum encountered (including pavement, fill or topsoil layers).  

•  Characteristics of the soil (based on field observations) for all depths, including: 

1. Soil description per Modified Burmister 
2. Soil classification per Unified Soil Classification System (USCS), in parentheses 
3. Color 
4. Soil moisture (dry, moist, or wet) 
5. Soil compaction: Loose, moderately compacted, or very compacted 
6. If present: 

a. Debris (brick, concrete, wood, glass, etc.) 
b. Cobbles, boulders, etc. 
c. Odor (organic, chemical, etc.) 
d. Notable soil formations which may affect permeability (e.g. "bull's liver", glacial 

till, etc.) 
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e. Indication of possible contamination (ash, petroleum, slag, etc.) 
f. Decomposed vegetation 

•  Notes of subsurface conditions encountered during drilling (e.g. utilities, structures, etc.) 

•  Additional notes (e.g. interaction with community, etc.) 

3.1.3 Permeability Test Logs 

Permeability Test Logs (PT Logs) must be submitted for all PTs, including those which were 
terminated. At a minimum, PT Logs must include PT ID number, ambient temperature, test 
location, test depth, depth to groundwater table and/or bedrock (if encountered), water 
temperature at the start of the test, and all water depth readings, results, and calculations.  

Average permeability values shall be calculated based on a modification of ASTM D6391 using 
the following formula. The PT Log template with the formula and associated calculation 
methods is included in the Appendix. In general, no permeability calculations are necessary at 
the time of drilling since permeability values (and other variables used to calculate permeability 
values) are automatically calculated in the PT Log once all the data recorded during the PT (see 
Section 2.3.2) are inputted into the template.  

∙ ∙
∙ ln

11 ∙
 

Where:  Km = Mean permeability [in/hr], and  ∙   

kh = Horizontal permeability [in/hr] 

kv = Vertical permeability [in/hr] 

Rt = 2.2902(0.9842T)/T0.1702 and T is temperature in °C  

D = Inner diameter of casing [in] 

  h = Height of water above bottom of casing at time t [in] 

      t = Time [hr] 

 Early termination of PTs (see Section 2.3.5.1) shall be noted in the “Inspectors Remarks” 
section of the PT Logs. No field data shall be reported as “Depth (in)”, and no 
permeability values shall be calculated for terminated PTs. 

 PT Logs (and Geotechnical Report Summary Tables) must accurately reflect the actual 
depths the PTs were performed.  

 The PT Log template contains default time values of 1, 2, 3, 4, 5, 10, and 15 minutes 
after the start of the test. If the water level drops below the casing before the 15‐
minute measurement period, these default values must be modified to the actual time 
values for which water depth measurements were recorded.   

 If the PT cannot be calculated (for example, due to RI), the PT Log shall clearly indicate 
that PT calculations are not valid.  
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3.1.4 Laboratory Test Results 

Laboratory testing and reporting must include a sieve analysis of soil samples and plotting of 
gradation curves, as well as soil classification based on the USCS. 

The following USCS‐classified sieve sizes are to be included with data points for all sampled 
depths overlaid on the same gradation curve:  

4" 
3" 

1‐1/2” 
3/4" 
3/8” 
#4 
#10 
#20 
#40 
#60 
#100 
#200 

 
The template for Laboratory Test Results showing sample sieve analyses and gradation curves is 
included in the Appendix.  

3.1.5 Geotechnical Report Summary Table 

Pertinent data from the soil borings (including data available from historical boring logs), PTs, 
laboratory test results, and any other information acquired during the Geotechnical 
Investigation shall be summarized in the Geotechnical Report Summary Table.  

3.2 Interim Geotechnical Report Submission 

Interim Geotechnical Reports for subsets of the contract area may be submitted prior to the 
completion and subsequent submittal of the Geotechnical Report.  

Interim Geotechnical Summary Tables shall be submitted as Excel worksheets following the 
template provided by OGI (see the Appendix for sample). Each submission shall also include all 
previously submitted Interim Geotechnical Summary Table worksheets for the contract area as 
part of the same workbook.  

Boring Plan Maps (and Boring Plan Tables, if applicable) shall be updated accordingly and 
submitted with the Interim Geotechnical Summary Table to reflect any changes to the GILP.  
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3.3 Geotechnical Report Submission 

3.3.1 General Requirements 

The complete Geotechnical Report, stamped and signed by a Professional Engineer, must 
include the following as a minimum: 

•  Project Description 

•  Site Conditions (Topographic, Geological, Hydrogeological Setting) 

•  Geotechnical Investigation Results 

•  Summary and Conclusion 

•  Attachments (samples and templates in Appendix) 
‐ Attachment A ‐ Boring Plan Map 
‐ Attachment B ‐ Historical Boring Logs 
‐ Attachment C ‐ Geotechnical Report Summary Table  
‐ Attachment D ‐ Soil Boring Logs 
‐ Attachment E ‐ Laboratory Test Results 
‐ Attachment F ‐ Permeability Test Logs  

3.3.2 Electronic Data Requirements 

Electronic versions of the Geotechnical Report shall be submitted in pdf format, along with the 

following: 

 Excel versions of Attachment C ‐ Geotechnical Report Summary Table 

 Geospatial data of all GI practices and geotechnical investigation locations in shapefile 

format, conforming to the following OGI GIS requirements:  

o Coordinate System: NAD_1983_StatePlane_New_York_Long_Island_FIPS_3104_Feet 

o Projection: Lambert_Conformal_Conic 

o Coordinates for ROWB, ROWRG, and ROWGS shall be the upstream curb‐side corner 

of the practice 

o Coordinates for ROWSGS shall be the center of the ROWSGS 

o Points representing all soil boring and PT locations shall have the following attribute 

fields: ‘Contract_No’, ‘Phase_No’, ‘B_PT_ID’, and ‘Geo_Type’ (either ‘B’ or ‘PT’ to 

differentiate the tests) 

All pertinent data submitted in the Geotechnical Report must be transferred to the Project 

Tracking Spreadsheet and submitted with the Geotechnical Report.  

   



 

 

 

 

 

 

Appendix: 

 

    Relevant Documents Prior to Geotechnical Report Submission 

 Boring Plan Table (Samples) for:   
o ROW GI Practices Excluding Permeable Pavement 
o Permeable Pavement 
o On‐site GI Practices 

 Pre‐Drilling Site Checklist 

 Interim Geotechnical Report Summary Table (Sample) 

 

Samples and Templates for Geotechnical Report Attachments 

 Attachment A – Boring Plan Map (Sample) 

 Attachment C – Geotechnical Report Summary Table (Samples) for: 
o ROW GI Practices Excluding Permeable Pavement 
o Permeable Pavement 
o On‐site GI Practices 

 Attachment D – Soil Boring Logs (Templates) for: 
o 20‐ft Boring 
o 9‐ft Boring 
o On‐site Boring 

 Attachment E – Laboratory Test Results (Sample) 

 Attachment F – Permeability Test Log (Template) 

 



DEP Contract ID:
DEP Project:
Prepared By:

Status 
(Preliminary/ Reserved)

Available Upstream 
Distance - Design** (ft)

Notes (Historical Borings***, etc.)

255a ROWB 1 150 Preliminary 150
256a ROWB 2 160 Preliminary 160
257b ROWB 1 450 Preliminary 450
259b ROWB 3 390 Preliminary 390
260a ROWB 3 180 Preliminary 180
260b ROWB 3 170 Preliminary 170
260c ROWB 3 325 Preliminary 325
260d ROWB 3 200 Preliminary 200
262a ROWB 1 600 Preliminary 600
262c ROWB 1 90 Preliminary 200
262d ROWB 3 110 Reserved -
263b ROWB 1 330 Preliminary 330
263c ROWB 3 150 Preliminary 150
263d ROWB 2 210 Preliminary 210
264c ROWB 1 150 Preliminary 150
264d ROWB 2 240 Preliminary 240
264f ROWB 3 210 Preliminary 210
266a ROWB 3 220 Preliminary 220
267c ROWB 3 210 Preliminary 210
267d ROWB 1 15 Preliminary 165
267e ROWB 3 150 Reserved -

GS268a ROWGS 3 350 Preliminary 350
GS268b ROWGS 2 240 Preliminary 240

268c ROWB 3 50 Preliminary 50
GS268d ROWGS 1 75 Preliminary 75
SGS269 ROWSGS 1 180 Preliminary 180

270d ROWB 1 830 Preliminary 830
271a ROWB 1 60 Preliminary 810
271b ROWB 3 750 Reserved -
271f ROWB 2 200 Preliminary 200
272a ROWB 1 210 Preliminary 210
273a ROWB 1 10 Preliminary 610
273b ROWB 2 600 Reserved -
273d ROWB 1 150 Preliminary 150
274a ROWB 3 600 Preliminary 600
274d ROWB 3 250 Preliminary 250
275a ROWB 1 75 Preliminary 625
275b ROWB 1 550 Reserved -
275c ROWB 2 75 Preliminary 75
275d ROWB 1 100 Preliminary 100

357-1b ROWB 3 300 Preliminary 300
357a ROWB 3 360 Preliminary 360
357b ROWB 3 50 Preliminary 50
358a ROWB 3 250 Preliminary 250
359b ROWB 2 275 Preliminary 275
360a ROWB 2 150 Preliminary 150

361-1b ROWB 3 160 Preliminary 160
GS361a ROWGS 2 100 Preliminary 100 HB SES 1276-4 (pg ##) appx 200' away (soil data not inferred)
GS361b ROWGS 2 50 Preliminary 50 HB SES 1276-3 (pg ##) appx 200' away (soil data not inferred)
GS361c ROWGS 3 190 Preliminary 190
SGS364 ROWSGS 2 350 Preliminary 350

366a ROWB 2 90 Preliminary 90
366b ROWB 3 300 Preliminary 300 HB SES 1276-1 (pg ##) appx 100' away (soil data not inferred)
366d ROWB 1 620 Preliminary 620
369c ROWB 3 100 Preliminary 100
372b ROWB 2 170 Preliminary 170
383a ROWB 3 450 Preliminary 450
383c ROWB 1 340 Preliminary 340

*The distance between the inlet of the GI practice and either the inlet of an upstream GI practice (either Preliminary or Reserved) or the top of the tributary area

**The distance between the inlet of the Preliminary GI practice and either the inlet of an upstream Preliminary GI practice or the top of the tributary area

***References to historical boring data must include the boring ID and the page number in the historical boring log attachment. Indicate if PT only is appropriate for location.

Total submitted Summary of planned geotechnical investigation:
58 Note: All Preliminary sites shall have both a soil boring and PTs, unless the pertinent soil data can be inferred from a historical boring

B&PT locations 53
PT only locations 0

Reserved sites 5
Total 58

GI ID No. GI Type
Available Upstream 

Distance - Sited*  
(ft)

[Consultant/Sub Name]
[Project Description]

GI Practice

[Contract]

Borough of X, New York
Office of Green Infrastructure

NYC Department of Environmental Protection

Consultant Recommendation [date]

Boring Plan Table for ROW GI Practices  (Excluding Permeable Pavement)

165

24
50

5

83
810

served
iminary

nary

Preliminary
minary

Prelimina
Prelim

50 Res
5 relim
0 lim

December 2015



DEP Contract ID:
DEP Project:
Prepared By:

Depth (ft 
bgs)

Soil Description
Groundwater 
Table Depth 

(ft bgs)

Bedrock Depth 
(ft bgs)

Permeability 
Information, if 

available

Soil Boring 
(Yes/No)

Permeability Test 
(Yes/No)

Notes

144p B-144-1 P-144-1 - - - - - Yes Yes

144p B-144-2 P-144-2 - - - - - Yes Yes

144p 0854-12 P-144-3 0-3 (4" Conc.) / FILL - CINDERS, Br Sand, Gravel 23.4 >40.5 n/a No Yes

3-13 Br c-f SAND, li c-f Gvl, li Silt (SM)

13-40 Br c-f SAND, li c-f Gvl, tr Silt (SW-SM)

148p B-148-1 P-148-1 - - - - - Yes Yes

148p B-148-2 P-148-2 - - - - - Yes Yes
spacing modified due to 

driveways and trees

148p B-148-3 P-148-3 - - - - - Yes Yes

Total: Soil Borings PTs
5 6

[Contract]
[Project Description]

[Consultant/Sub Name] Borough of X, New York
Office of Green Infrastructure

NYC Department of Environmental Protection

Consultant Recommendation [date]

GI ID No.

Historical Boring Data

Boring Plan Table for Permeable Pavement

Permeability Test 
ID No.

Boring ID No.

>40.

December 2015



DEP Contract ID: [Contract] NYC Department of Environmental Protection

DEP Project: [Project Description] Office of Green Infrastructure

Prepared By: [Consultant/Sub Name] Borough of X, New York

Boring Plan Table for On-site GI Practices

Nearest 
Boring ID No.

Distance to 
Nearest 

Boring (ft)
Depth (ft bgs) USCS Symbol

% Passing No 200 Sieve or Soil Description from 
Historical Boring

Nearest PT 
ID No.

Distance to 
Nearest PT 

(ft)

PT Depth 
(ft)

Average Permeability 
Coef. (in/hr)

Recommendation/
Comment 

Total # of Soil 
Borings

Total # of PTs

3-5 SW 12.4 5 0.27
8-10 SW-SM 5.8 10 0.63

13-15 SM 19.9
0-9 FILL Br gray, F-C SAND, tr-so gravel, tr-so silt

9-40 SP-GW Br, M-C Gravelly SAND, tr-so silt - - - -
40-52 SP Br, M-C SAND, tr f-c gravel

3-5 SM 12.4 5 0.003
8-10 SW-SM 6.4 15 10 0.004

13-15 SM 21.9
0-8 NR Loam SAND and GRAVEL

8-26 NR SAND -
26-33 NR Quick SAND

5-7 SM 27.9 5 2.37
9-11 SM 26 5 10 1.46

13-15 SM 20.4

Total Geotechnical Tests 2 2

Site ID Address
Type of Green 
Infrastructure 

Practice

Approximate 
Footprint Area 

(SF)

Consultant Recommendation [Date]

P.S. 123
1 Main Street, NY 

00000
Bioretention 245

BB-008 
B-4e

55
BB-008 

P-4e
55

Historical Boring Data

0 1

1

WG1975-6 10

P.S. 345
2 Main Street, NY 

00000

Permeable 
Pavement

1750
BB-008 
B-847b

15

0- - 1

BB-008 
P-847b

0

Turf Field 5000 FTB1931-1 5 -

10
BB-008 
P-1133a

1 0P.S.678
3 Main Street, NY 

00000
Subsurface 

Storage
1500

BB-008 
B-1133a

am SA
SAN

Quick SAND

.9
26

20

VEL

B
P

ID N

-

08 

PT 
N

(

55

PT Depth 
(ft)

Av

December 2015



 

Department of Environmental 
Protection 
Office of Green Infrastructure 

 
      Boring/Permeability Test No(s).           
      

 

NOTES:  

1. This checklist must be kept on-site with all mentioned documentation and produced upon request for DEP Reference and Review.  

2. The on-site P.E. or Representative is responsible for observing the geotechnical investigation, confirming the drilling locations, 

and ensuring that the locations of soil borings and permeability tests do not interfere with DEP infrastructure. 

3. Drilling activities shall not interfere with or impact utilities (e.g. water mains, sewers, property service lines, etc.). 

 

    December 2015 

 

Limited Geotechnical Investigation Pre-Drilling Site Checklist 
GI Contract No: ___________________ 

Managing Agency:_________________ 

Project Location: __________________ 

Consultant: _______________________  

Site Supervisor: ____________________ 

Drilling Contractor: __________________ 

The following investigation activities must be completed prior to commencement of drilling: 

 One-Call utility mark-out 

 Water and sewer mark-out based on available maps, tap cards, and service connection information  

 Subsurface preliminary investigation with Ground Penetrating Radar (GPR) or other subsurface utility 

detection equipment 

 Manual investigation of underground structures 

 Mark-out cleared drilling location 

 Take photos of sidewalk, making note of any existing cracks or damages 

 Ensure that construction materials, equipment, debris, etc. are not blocking driveways 

The following documentation must be obtained and kept on-site during all drilling activities: 

 Water maps and service line information 

 Sewer maps 

 Health and Safety Plan (HASP) 

 One-Call Ticket stating utilities cleared and/or marked 

Confirmation No._____________________    Expiration Date: _____________ 

 Other agency permits (DOT, DPR, and other permits as required) 

 Approval from MTA, LIRR, bridges, tunnels, AMTRAK, PATH, etc. (as required) 

 Hydrant permit for clean water to conduct Permeability Tests (unless using water truck)  

 DEP-reviewed Boring Location Plan 

I, ____________________, (P.E. or Representative) attest that all the above have been completed and 

that this checklist along with the pertinent documentation mentioned above will be maintained on-site. 

_________   ___________________________________ 
Date    Signature of On-site P.E. or Representative 



DEP Contract ID:
DEP Project:
Prepared By:

Submission 1

Nearest Boring 
ID No.

Depth (ft) USCS Symbol % Passing No 200 Sieve
Nearest 

Permeability 
Test ID No.

Permeability Test 
Depth (ft)

Average 
Permeability Coef. 

(in/hr)

Calculated 
Stormwater Mgmt 

Capacity (CF)

Available 
Upstream 

Distance - Sited* 
(ft)

Minimum 
Required 
Upstream 

Distance** (ft)

Recommendation 
for Survey

 Stone Column 
Length (ft), 

if applicable
Additional Notes

271a B-271a 5-7 SM 29.4% P-271a 5 0.02
7-9 SP 18.5% 10 3.50 NE NE Perched water at 9 ft 252 60 95 Do Not Proceed -

11-13 NR NR minimal recovery at 11'-13'
18-20 SP 7.5%

271b (Reserved) (Reserved) Change to Preliminary
- 750 - Pending - Need additional B and PT

B-271b, P-271b

271f B-271f 5-7 SM 19.4% P-271f 5 0.59
7-9 SM 16.7% 10 3.50 13 NE Refusal due to boulder at 10 ft, 353 200 133 Proceed - Clearance to building = 8 ft

B-271f-2 11-13 SW 4.5% con'd drilling at offset location Vault survey conducted
18-20 GP 7.5%

357a B-357a-2 3-5 SP-SM 13.5% P-357a 3 3.01
5-7 GW 8.8% 6 0.50 NE 8 273 360 119 Proceed - Clearance to building >10 ft

(ROWRG) Vault survey not conducted

357b B-357b 3-5 SM 21.3% P-357b-2 3 0.50
5-7 SM 20.5% 6 0.31 NE 7.5 102 50 45 Proceed -

(ROWRG)

SGS364 B-SGS364 5-7 SW 11.3% P-SGS364 5 1.35
7-8 SP 16.2% 10 0.06 NE NE 1244 350 468 Do Not Proceed -
8-9 SC 39.1% possible hydrocarbon odor at 11'

11-13 ML 40.2%
18-20 ML 55.2%

372b B-372b 5-7 SP 12.6% P-372b 5 3.20
7-9 SP-SM 18.4% 10 0.86 NE NE 310 170 169 Proceed - Resized from 15'x5' to 11'x5'

11-13 SM 23.0% (Type 3) due to high permeability
18-20 SM 24.5%

374a 3025-3 0-8 P-374a 5 1.20

8-18 10 0.02 NE NE - 233 155 102 Proceed - HDPE barrier due to high 5' PT

18-23
374b (Reserved) (Reserved)

- 120 - Reserved -

See 'Notes' for specific instructions on using template
*The distance between the inlet of the GI practice and either the inlet of an upstream GI practice (either Preliminary or Reserved) or the top of the tributary area
**Minimum required length of upstream distance, D, determined by the following formula: D = (12*[Calculated Stormwater Mgmt Capacity])/(1.1*[TDA width]) Proceed 5

Do not proceed/reject 2
Pending 1

# of sites submitted: Reserved 1
9 9

GI ID No.
Bedrock 

Depth (ft)

Groundwater 
Table Depth 

(ft)

Fine dark brn sand, ltl silt, tr gvl (SM) 
"till"

Changed to shallow procedure due to 
BR at 8' in first soil boring. Boring log 

for first boring included in 
Attachments as B-357a-1

Changed to shallow procedure due to 
BR at 7.5' in PT. Initial PT Log (5' only) 

included as P-357b-1

Siting Analysis Consultant Recommendation [Date]

NYC Department of Environmental Protection

General Geotechnical Notes

[Consultant/Sub Name]
[Project Description]

[Contract]

F*-M brn sand, ltl-sm gvl, tr silt (SP) 
cobbles

Fill: F*-M dark brn sand, ltl gvl, tr-ltl silt, 
brick etc. cobbles

Interim Geotechnical Report Summary Table

Borough of X, New York
Office of Green Infrastructure

Soil Data (Laboratory Results or Historical Boring Soil Description) Permeability Analysis

0.02 N

NE

.5

NE NE
po

Chang
BR at 7.5' 

inclu

con'd dri

Changed to sha
BR at 8' in first

for first 
Attachm
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OFFICE OF GREEN INFRASTRUCTURE

[CSO, Tributary Area]\Tributary Drainage Area (TDA) Map\Boring Plan Map]

RIGHT OF WAY GREEN INFRASTRUCTURE

[CSO],[WATER BODY]

[BOROUGH], NY

LEAD AGENCY:

CONSULTANT ENGINEER:

CONTRACT NO:

GXXXX-XX   PHASE [#]   STAGE[#]

[LOGO]

KEY MAP:

[LOGO]

OGI PROJECT ENGINEER:

[NAME LASTNAME]

DATE

[1:100 -1:250]

SHEET

SCALE

12/01/2015
3 OF 4
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DEP Contract ID:
DEP Project:
Prepared By:

Nearest Boring 
ID No.

Depth (ft) USCS Symbol % Passing No 200 Sieve
Nearest 

Permeability 
Test ID No.

Permeability Test 
Depth (ft)

Average 
Permeability Coef. 

(in/hr)

Calculated 
Stormwater Mgmt 

Capacity (CF)

Available 
Upstream 

Distance - Sited* 
(ft)

Minimum 
Required 
Upstream 

Distance** (ft)

Submission 
No.

DEP 
Recommendation for 

Survey

Recommendation 
for Contract Plans

 Stone Column 
Length (ft), 
if applicable

Additional Notes

271a B-271a 5-7 SM 29.4% P-271a 5 0.02
7-9 SP 18.5% 10 3.50 NE NE Perched water at 9 ft 252 60 95 1 Do Not Proceed Do Not Proceed -

11-13 NR NR minimal recovery at 11'-13'
18-20 SP 7.5%

271b B-271b 5-7 SM 21.0% P-271b 5 0.45
7-9 SP 16.0% 10 1.12 NE NE 153 750 58 1 Pending Proceed -

11-13 GP 8.3%
18-20 SP 14.4%

271f B-271f 5-7 SM 19.4% P-271f 5 0.59
7-9 SM 16.7% 10 3.50 13 NE Refusal due to boulder at 10 ft, 353 200 133 1 Proceed Proceed - Clearance to building = 8 ft

B-271f-2 11-13 SW 4.5% con'd drilling at offset location Vault survey conducted
18-20 GP 7.5%

357a B-357a-2 3-5 SP-SM 13.5% P-357a 3 3.01
5-7 GW 8.8% 6 0.50 NE 8 273 360 119 1 Proceed Proceed - Clearance to building >10 ft

(ROWRG) (ROWRG) Vault survey not conducted

357b B-357b 3-5 SM 21.3% P-357b-2 3 0.50
5-7 SM 20.5% 6 0.31 NE 7.5 102 50 45 1 Proceed Proceed -

(ROWRG) (ROWRG)

SGS364 B-SGS364 5-7 SW 11.3% P-SGS364 5 1.35
7-8 SP 16.2% 10 0.06 NE NE 1244 350 468 1 Do Not Proceed Do Not Proceed -
8-9 SC 39.1% possible hydrocarbon odor at 11'

11-13 ML 40.2%
18-20 ML 55.2%

372b B-372b 5-7 SP 12.6% P-372b 5 3.20
7-9 SP-SM 18.4% 10 0.86 NE NE 310 170 169 1 Proceed Proceed - Resized from 15'x5' to 11'x5'

11-13 SM 23.0% (Type 3) (Type 3) due to high permeability
18-20 SM 24.5%

374a 3025-3 0-8 P-374a 5 1.20

8-18 10 0.02 NE NE - 233 155 102 1 Proceed Proceed - HDPE barrier due to high 5' PT

18-23
374b (Reserved) (Reserved)

- 120 - 1 Reserved Reserved -

See 'Notes' for specific instructions on using template
*The distance between the inlet of the GI practice and either the inlet of an upstream GI practice (either Preliminary or Reserved) or the top of the tributary area
**Minimum required length of upstream tributary, L, determined by the following formula: L = (12*[Calculated Stormwater Mgmt Capacity])/(1.1*[TDA width]) Proceed 6

Do not proceed/reject 2
Pending 0

# of sites submitted: Reserved 1
9 9

Fill: F*-M dark brn sand, ltl gvl, tr-ltl silt, 
brick etc. cobbles

F*-M brn sand, ltl-sm gvl, tr silt (SP) 
cobbles

Fine dark brn sand, ltl silt, tr gvl (SM) "till"

Soil Data (Laboratory Results or Historical Boring Soil Description) Permeability Analysis

GI ID No.
Bedrock Depth 

(ft)

Groundwater 
Table Depth 

(ft)

Office of Green Infrastructure
NYC Department of Environmental Protection

[Consultant/Sub Name]
[Project Description]

[Contract]

Changed to shallow procedure due to 
BR at 8' in first soil boring. Boring log 

for first boring included in 
Attachments as B-357a-1

Changed to shallow procedure due to 
BR at 7.5' in PT. Initial PT Log (5' only) 

included as P-357b-1

Interim Report Review

Borough of X, New York

Geotechnical Report Summary Table for ROW GI Practices (Excluding Permeable Pavement)

Consultant Recommendation [Date]

General Geotechnical Notes

Siting Analysis

NE
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DEP Contract ID: New York City Department of Environmental Protection
DEP Project: Office of Green Infrastructure
Prepared By: Borough of X, New York

Geotechnical Report Summary Table for Permeable Pavement

Depth (ft) USCS Symbol % Passing No 200 Sieve
Nearest Permeability 

Test ID No.
Permeability Test 

Depth (ft)
Average Permeability 

Coef. (in/hr)
Recommendation for 

Survey
Additional Notes

144p B-144-1 3-5 SM 29.4% P-144-1 5 0.02
5-7 SP 18.5% 10 3.50 NE NE Do Not Proceed

B-144-2 3-5 SM 33.4% P-144-2 5 0.03
5-7 ML 52.1% 10 0.01 NE NE B&PT slightly offset from proposed

location due to utilities

0854-12 0-3 P-144-3 5 0.35
3-13 10 0.49 13 NE

13-40

148p B-148-1 3-5 SM 19.4% P-148-1 5 RI
5-7 SM 16.7% 10 RI 13 NE Proceed

B-148-2 3-5 SW 11.3% P-148-2 5 10.88
5-7 SP 16.2% 10 0.06 NE NE

B-148-3 3-5 SP-SM 17.2% P-148-3 5 2.55
5-7 SP-SM 12.5% 10 1.48 NE NE

Proceed 1
Do not proceed/reject 1

Pending 0
Reserved 0

2

Br c-f SAND, li c-f Gvl, tr Silt (SW-SM)
Br c-f SAND, li c-f Gvl, li Silt (SM)

(4" Conc.) / FILL - CINDERS, Br Sand, Gravel

Permeability Analysis
Groundwater Table 

Depth(ft)

Consultant Recommendation [Date]

[Contract]
[Project Description]

[Consultant/Sub Name]

GI ID Nearest Boring ID No.

Laboratory Testing Data / Historical Boring Soil Description
Bedrock Depth 

(ft)
General Geotechnical Notes

2%
2.5%

148-3

5
0

5
10

35
9

RI
RI

13

NE

NE
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DEP Contract ID: New York City Department of Environmental Protection
DEP Project: Office of Green Infrastructure
Prepared By: Borough of X, New York

On-site Geotechnical Report Summary Table

Depth (ft) USCS Symbol % Passing No 200 Sieve
Nearest Permeability 

Test ID No.
Permeability Test 

Depth (ft)
Average Permeability 

Coef. (in/hr)
Recommendation for 

Survey
Additional Notes

123BR B-123BR-1 5-7 GP 8.6% P-123BR 5 2.42
7-9 SP 18.5% 10 1.64 NE NE Refusal due to boulder at 13 ft, Proceed

B-123BR-1 11-13 SM 28.0% con'd drilling at offset location
18-20 GP 7.5%

345PP B-345PP 3-5 SM 29.4% P-847b 5 0.35
5-7 SP 18.5% (BB-008) 10 0.88 NE NE Do Not Proceed

345TF B-345TF 3-5 SM 19.4% P-345TF 5 RI
5-7 SM 16.7% 10 0.16 NE NE Perched water at 8' Proceed

678SS B-678SS 5-7 SM 19.4% P-678SS 5 RI
7-9 SM 16.7% 10 RI 13 NE Proceed

11-13 NR NR minimal recovery at 11-13 ft
18-20 GP 7.5%

Proceed 3
Do not proceed/reject 1

Pending 0
4

Permeability Analysis
Groundwater Table 

Depth(ft)
Bedrock Depth 

(ft)
General Geotechnical Notes

Consultant Recommendation [Date]

[Contract]
[Project Description]

[Consultant/Sub Name]

GI ID Nearest Boring ID No.

Laboratory Testing Data / Historical Boring Soil Description

6.7%

19.4%

P-345TF

5
10

b

Average Permeab
/hr)

.42
1.64

5

Gro
D

Bedroc
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Boring ID No. B‐

Prepared for: PROJECT:

LOCATION / BOROUGH :

INSPECTOR: DRILLER: Start Date: Weather:

CONTRACTOR: HELPER: Start Time:

P.E./REP.:

Total Boring Depth: ft Drill Bit Type: Weight of Hammer for casing:  lbs

Rig Type: Casing Inner Diameter: 4 in Weight of Hammer for spoon: lbs

Depth of Casing: ft Type of Hammer:

Depth to Groundwater Table (bgs): ft Drop: in

Split Spoon Diameter: in

B‐ BORING LOG

Inspector's Remarks:

<contract area or project description>

<borough>

<name>

<name>

SPT

Blows 

per 6"

Recovery 

Length 

(inches)

<name>

<name>

<name>

Soil Description 

(Field Observations)

<##>

<##>

<type>

COMPANY NAME/LOGO

AGENCY NAME / LOGO
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2
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1
)

Depth Below 

Ground 

Surface (ft)

XXXX

<date>
<weather>

<time>

XXXX

<type>

<type>

N

Value

Boring terminated at 20 feet below ground surface 

unless otherwise instructed.

<##>

<##>

2

30

Remarks
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10

15

0

20
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Boring ID No. B‐

Prepared for: PROJECT:

LOCATION / BOROUGH :

INSPECTOR: DRILLER: Start Date: Weather:

CONTRACTOR: HELPER: Start Time:

P.E./REP.:

Total Boring Depth: ft Drill Bit Type: Weight of Hammer for casing:  lbs

Rig Type: Casing Inner Diameter: 4 in Weight of Hammer for spoon: lbs

Depth of Casing: ft Type of Hammer:

Depth to Groundwater Table (bgs): ft Drop: in

Split Spoon Diameter: in

B‐ BORING LOG

Inspector's Remarks:

<name>

<##> <type> <##>

COMPANY NAME/LOGO XXXX

AGENCY NAME / LOGO

<contract area or project description>

<borough>

<name> <name>

<name>

<date>
<weather>

<type> <##>

<type>

<##> 30

Depth Below 

Ground Surface 

(ft)

Soil Description 

(Field Observations)

SPT

Blows 

per 6"

N

Value

Recovery 

Length 

(inches)
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Remarks
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Boring terminated at 9 feet below ground surface 

unless otherwise instructed.

<time>

XXXX

2

<name>

6

9

0
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Boring ID No. B‐

Prepared for: PROJECT:

LOCATION / BOROUGH :

INSPECTOR: DRILLER: Start Date: Weather:

CONTRACTOR: HELPER: Start Time:

P.E./REP.:

Total Boring Depth: ft Drill Bit Type: Weight of Hammer for casing:  lbs

Rig Type: Casing Inner Diameter: 4 in Weight of Hammer for spoon: lbs

Depth of Casing: ft Type of Hammer:

Depth to Groundwater Table (bgs): ft Drop: in

Split Spoon Diameter: in

B‐ BORING LOG

Inspector's Remarks:

<name> <name> <date>
<weather>

<name>

COMPANY NAME/LOGO XXXX

AGENCY NAME / LOGO

<contract area or project description>

<borough>

2

<name> <time>

<name>

<##> <type> <##>

<type> <##>

<type>

<##> 30
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lk
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le
 1
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1
)

XXXX

Depth Below 

Ground 

Surface (ft)

Soil Description 

(Field Observations)

SPT

Blows 

per 6"

N

Value

Recovery 

Length 

(inches)

Remarks
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unless otherwise instructed.
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GRAVEL        SAND
COBBLES  

Symbol
Depth 5-7 7-9 11-13 18-20 -

% Gravel 46.67 16.00 32.73 30.77 -
% Sand 40.00 64.00 58.18 46.15 -
% Fines 13.33 20.00 9.09 23.08 -
% -2μ - - - - -

Cc - - 0.36 - -
Cu - - 41.54 - -

D100 (mm) 75.00 75.00 37.50 75.00 -
D60 (mm) 7.13 0.25 3.38 2.00 -
D30 (mm) 0.64 0.11 0.32 0.11 -
D10 (mm) - - 0.08 - -

USCS SP-SM SM SP SM-ML -
w (%) - - - - -

Particle
Size

(Sieve #)
4" 100.0 100.0 100.0 100.0 -
3" 100.0 100.0 100.0 100.0 -

1 1/2" 83.3 96.0 100.0 89.2 -
3/4" 76.7 92.0 92.7 81.5 -
3/8" 66.7 88.0 89.1 76.9 -

4 53.3 84.0 67.3 69.2 -
10 40.0 80.0 52.7 60.0 -
20 33.3 76.0 45.5 56.9 -
40 26.7 70.0 34.5 50.8 -
60 23.3 60.0 27.3 44.6 -

100 20.0 40.0 20.0 38.5 -
200 13.3 20.0 9.1 23.1 -

Symbol DESCRIPTION AND REMARKS
sandy silt
Color/Odor/Impurities:   brown
silt and sand
Color/Odor/Impurities:   dark brown - brown Prepared for:
poorly graded sand, little silt
Color/Odor/Impurities:   light brown
silt and clay, some sand
Color/Odor/Impurities:   brown/gray
-
 

Comments:

7-9

5-7
Depth (ft bgs)

18-20

11-13

-
Borough

Consultant Name

Laboratory Name

     COARSE                   FINE                 COARSE             MEDIUM                          FINE                                                    SILT OR CLAY
Boring ID No. B-54

Percent Finer

PARTICLE SIZE DISTRIBUTION

Agency Name / Logo

Contract Area / Project Description
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PT ID No. PT‐ <ID>
Sheet <#> of 2

Prepared for: PROJECT:

LOCATION / BOROUGH :

INSPECTOR: DRILLER: Start Date: Weather:

CONTRACTOR: HELPER: Start Time:

P.E./REP.:

Depth of  PT: <depth> ft Drill Bit Type: Weight of Hammer for casing:  140 lbs

Rig Type: <type> Casing Internal Diameter: in Type of Hammer:  <type>

Casing Length: in

Rt= ‐ Rt= ‐

Time (min) Depth (in) Height (in) Ln (H/Ho) (t1‐t2) *Kv (in/hr) Time (min) Depth (in) Height (in) Ln (H/Ho) (t1‐t2) *Kv (in/hr)

1 ‐ ‐ 0.017 ‐ 1 ‐ ‐ 0.017 ‐

2 ‐ ‐ 0.017 ‐ 2 ‐ ‐ 0.017 ‐

3 ‐ ‐ 0.017 ‐ 3 ‐ ‐ 0.017 ‐

4 ‐ ‐ 0.017 ‐ 4 ‐ ‐ 0.017 ‐

5 ‐ ‐ 0.017 ‐ 5 ‐ ‐ 0.017 ‐

10 ‐ ‐ 0.083 ‐ 10 ‐ ‐ 0.083 ‐

15 ‐ ‐ 0.083 ‐ 15 ‐ ‐ 0.083 ‐

Km= 0.0000 in/hr Km= 0.0000 in/hr

AVERAGE

Km= 0.0000 in/hr

Inspectors Remarks:

DEFINITION OF VARIABLES t2= Time at the end of the test in the units selected for Km

*Km= Mean permeability 

T = Temperature of permeant (water), in °C

Ln = Natural Logarithmic

t1 = Time at the start of the test in the same units selected for Km

FIELD DATA CALCULATED DATA FIELD DATA CALCULATED DATA

h1= Height of the water above the bottom of the casing at the start of the test in the same units selected 

for Km

h2= Height of the water above the bottom of the casing at the end of the test in the same units selected for 

Km

TEST 1 FINAL RESULTS TEST 2 FINAL RESULTS

Time Weighted Average 

Permeability Coefficient

Time Weighted Average 

Permeability Coefficient

PT‐<ID> @ <depth> ft

Time Weighted Average 

Permeability Coefficient

<name>

COMPANY NAME/LOGO

AGENCY NAME / LOGO
<contract area or project description>

<borough>

<name> <name> <date> <weather and ambient 

temperature><name> <name> <time>

Water temperature (°C), T: Water temperature (°C), T:

<type>

4

PT‐<ID> @ <depth> ft

TEST 1 TEST 2

General Formula: Formula for 4" internal diameter casing (in/hr):

where:

<length>

ASTM D‐6391 – 11

PERMEABILITY COEFFICIENT (Km) FORMULA:

0.000
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1.000

0 2 4 6 8 10 12 14 16

ln
 (
H
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o
)

Time (min)

PT‐<ID> @ <depth> ft

Test 1

Test 2

11
1.142

2.2902 0.9842
.
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