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NYC HHC: Coney Island Hospital Hazard Mitigation 
Project Location Map 

Figure 1-1 

H AV 

3/
25

/2
01

5 

70



E 
2 

  

 

 

Project Site 0 200 FEET 

NYC HHC: Coney Island Hospital Hazard Mitigation 
Existing Campus Layout 

Figure 1-2 
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NYC HHC: Coney Island Hospital Flood Mitigation 
Proposed Alternative 

Figure 4-1 
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(Coney Island Hospital Schematic Design for a New Mitigated Hospital Complex (2013), Perkins Eastman) 
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